
Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of Work Order:

02/27/25 16:02

25B2540

Reported:

Received:

03/12/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25B2540-01 (Water) 02/26/25  15:20 Not ListedSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

03/10/25 2510077Cyanide (CN) NDSM4500CNF 03/10/25 100 150 ug/L

0.42 250912202/27/25 Fluoride (F) EPA 300.0 02/27/25 0.10 2 mg/L

02/27/25 2509122Nitrate as N (NO3-N) NDEPA 300.0 02/27/25 0.40 10 mg/L

02/27/25 2509122Nitrate + Nitrite (as N) NDEPA 300.0 02/27/25 0.40 10 mg/L

02/27/25 2509122Nitrite as N (NO2-N) NDEPA 300.0 02/27/25 0.40 1 mg/L

03/07/25 2510226Perchlorate (ClO4) NDEPA 314.0 03/07/25 1.0 6 ug/L

Metals

150 251004403/04/25 Aluminum (Al) EPA 200.7 03/04/25 50 200 ug/L

03/06/25 2510166Antimony (Sb) NDEPA 200.8 03/06/25 6.0 6 ug/L

2.0 251016603/06/25 Arsenic (As) EPA 200.8 03/06/25 2.0 10 ug/L

110 251004403/04/25 Barium (Ba) EPA 200.7 03/04/25 100 1000 ug/L

03/06/25 2510166Beryllium (Be) NDEPA 200.8 03/06/25 1.0 4 ug/L

03/06/25 2510166Cadmium (Cd) NDEPA 200.8 03/06/25 1.0 5 ug/L

03/06/25 2510166Chromium (Total Cr) NDEPA 200.8 03/06/25 10 50 ug/L

03/06/25 2510166Lead (Pb) NDEPA 200.8 03/06/25 5.0 ug/L

03/11/25 2511049Mercury (Hg) NDEPA 200.8 03/11/25 1.0 2 ug/L

03/06/25 2510166Nickel (Ni) NDEPA 200.8 03/06/25 10 100 ug/L

03/06/25 2510166Selenium (Se) NDEPA 200.8 03/06/25 5.0 50 ug/L

03/06/25 2510166Silver (Ag) NDEPA 200.8 03/06/25 10 100 ug/L

03/06/25 2510166Thallium (Tl) NDEPA 200.8 03/06/25 1.0 2 ug/L

03/06/25 2510166Vanadium (V) NDEPA 200.8 03/06/25 3.0 ug/L

Volatile Organic Analyses

02/28/25 2509159Vinyl Chloride (VC) NDEPA 524.2 02/28/25 0.50 HDSP0.5 ug/L

02/28/25 2509159Trichlorofluoromethane (FREON 11) NDEPA 524.2 02/28/25 5.0 HDSP150 ug/L

02/28/25 25091591,1-Dichloroethylene (1,1-DCE) NDEPA 524.2 02/28/25 0.50 HDSP6 ug/L

02/28/25 25091591,1,2-Trichloro-1,2,2-trifluoroethane NDEPA 524.2 02/28/25 10 HDSP1200 ug/L

02/28/25 2509159Dichloromethane (Methylene Chloride) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 2509159trans-1,2-Dichloroethylene (t-1,2-DCE) NDEPA 524.2 02/28/25 0.50 HDSP10 ug/L

02/28/25 2509159Methyl tert-Butyl Ether NDEPA 524.2 02/28/25 3.0 HDSP13 ug/L

02/28/25 25091591,1-Dichloroethane (1,1-DCA) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 2509159cis-1,2-Dichloroethylene (c-1,2-DCE) NDEPA 524.2 02/28/25 0.50 HDSP6 ug/L

02/28/25 2509159Chloroform (Trichloromethane) NDEPA 524.2 02/28/25 1.0 HDSPug/L

02/28/25 2509159Carbon Tetrachloride NDEPA 524.2 02/28/25 0.50 HDSP0.5 ug/L

02/28/25 25091591,1,1-Trichloroethane (1,1,1-TCA) NDEPA 524.2 02/28/25 0.50 HDSP200 ug/L

02/28/25 2509159Benzene NDEPA 524.2 02/28/25 0.50 HDSP1 ug/L

02/28/25 25091591,2-Dichloroethane (1,2-DCA) NDEPA 524.2 02/28/25 0.50 HDSP0.5 ug/L

02/28/25 2509159Trichloroethylene (TCE) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 25091591,2-Dichloropropane NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of Work Order:

02/27/25 16:02

25B2540

Reported:

Received:

03/12/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25B2540-01 (Water) 02/26/25  15:20 Not ListedSample Date: Sampler:

MCLRep. Limit Qualifier

Volatile Organic Analyses

02/28/25 2509159Bromodichloromethane NDEPA 524.2 02/28/25 1.0 HDSPug/L

02/28/25 2509159Toluene NDEPA 524.2 02/28/25 0.50 HDSP150 ug/L

02/28/25 2509159Tetrachloroethylene (PCE) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 25091591,1,2-Trichloroethane (1,1,2-TCA) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 2509159Dibromochloromethane NDEPA 524.2 02/28/25 1.0 HDSPug/L

02/28/25 2509159Monochlorobenzene (Chlorobenzene) NDEPA 524.2 02/28/25 0.50 HDSP70 ug/L

02/28/25 2509159Ethyl Benzene NDEPA 524.2 02/28/25 0.50 HDSP300 ug/L

02/28/25 2509159cis-1,3-Dichloropropene NDEPA 524.2 02/28/25 0.50 HDSPug/L

02/28/25 2509159m,p-Xylene NDEPA 524.2 02/28/25 1.0 HDSPug/L

02/28/25 2509159trans-1,3-Dichloropropene NDEPA 524.2 02/28/25 0.50 HDSPug/L

02/28/25 2509159o-Xylene NDEPA 524.2 02/28/25 0.50 HDSPug/L

02/28/25 2509159Styrene NDEPA 524.2 02/28/25 0.50 HDSP100 ug/L

02/28/25 2509159Bromoform NDEPA 524.2 02/28/25 1.0 HDSPug/L

02/28/25 25091591,1,2,2-Tetrachloroethane NDEPA 524.2 02/28/25 0.50 HDSPug/L

02/28/25 25091591,4-Dichlorobenzene (p-DCB) NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 25091591,2-Dichlorobenzene (o-DCB) NDEPA 524.2 02/28/25 0.50 HDSP600 ug/L

02/28/25 25091591,2,4-Trichlorobenzene NDEPA 524.2 02/28/25 0.50 HDSP5 ug/L

02/28/25 2509159Total 1,3-Dichloropropene NDEPA 524.2 02/28/25 0.50 HDSP0.5 ug/L

02/28/25 2509159Total Trihalomethanes (TTHM) NDEPA 524.2 02/28/25 1.0 HDSP80 ug/L

02/28/25 2509159Total Xylenes (m,p & o) NDEPA 524.2 02/28/25 0.50 HDSP1750 ug/L

250915902/28/25 97 % 02/28/25 HDSPEPA 524.2Surrogate: Bromofluorobenzene

250915902/28/25 88 % 02/28/25 HDSPEPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

HDSP Sample aliquot taken from VOA vial with headspace (air bubble greater than 6 mm diameter).

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of Work Order:

04/25/25 13:50

25D2214

Reported:

Received:

05/23/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25D2214-01 (Water) 04/24/25   8:05 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Semi-Volatile Organic Analyses / EPA 504

04/27/25 2517208Ethylene Dibromide (EDB) NDEPA 504.1 04/26/25 0.020 0.05 ug/L

04/27/25 2517208Dibromochloropropane (DBCP) NDEPA 504.1 04/26/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

05/02/25 25181801,2,3-Trichloropropane NDSRL 

524M-TCP

05/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

05/19/25 2518108Endrin NDEPA 508.1 04/28/25 0.10 2 ug/L

05/19/25 2518108Lindane (gamma-BHC) NDEPA 508.1 04/28/25 0.20 0.2 ug/L

05/19/25 2518108Methoxychlor NDEPA 508.1 04/28/25 10 30 ug/L

05/19/25 2518108Toxaphene NDEPA 508.1 04/28/25 1.0 3 ug/L

05/19/25 2518108Chlordane NDEPA 508.1 04/28/25 0.10 0.1 ug/L

05/19/25 2518108Heptachlor NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Heptachlor Epoxide NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Hexachlorobenzene NDEPA 508.1 04/28/25 0.50 1 ug/L

05/19/25 2518108Hexachlorocyclopentadiene NDEPA 508.1 04/28/25 1.0 50 ug/L

05/19/25 2518108Polychlorinated Biphenyls (PCBs) NDEPA 508.1 04/28/25 0.50 0.5 ug/L

251810805/19/25 111 % 04/28/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

05/15/25 2519156Dalapon NDEPA 515.4 05/08/25 10 200 ug/L

05/15/25 25191562,4,5-TP (SILVEX) NDEPA 515.4 05/08/25 1.0 50 ug/L

05/15/25 2519156Bentazon (BASAGRAN) NDEPA 515.4 05/08/25 2.0 18 ug/L

05/15/25 2519156Picloram NDEPA 515.4 05/08/25 1.0 500 ug/L

05/15/25 25191562,4-D NDEPA 515.4 05/08/25 10 70 ug/L

05/15/25 2519156Pentachlorophenol (PCP) NDEPA 515.4 05/08/25 0.20 1 ug/L

05/15/25 2519156Dinoseb (DNBP) NDEPA 515.4 05/08/25 2.0 7 ug/L

251915605/15/25 73 % 05/08/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

05/17/25 2519089Alachlor (ALANEX) NDEPA 525.2 05/06/25 1.0 2 ug/L

05/17/25 2519089Atrazine (AATREX) NDEPA 525.2 05/06/25 0.50 1 ug/L

05/17/25 2519089Benzo(a)pyrene NDEPA 525.2 05/06/25 0.10 0.2 ug/L

05/17/25 2519089Diethylhexylphthalate (DEHP) NDEPA 525.2 05/06/25 3.0 4 ug/L

05/17/25 2519089Di(2-ethylhexyl) adipate NDEPA 525.2 05/06/25 5.0 400 ug/L

05/17/25 2519089Molinate (ORDRAM) NDEPA 525.2 05/06/25 2.0 20 ug/L

05/17/25 2519089Simazine (PRINCEP) NDEPA 525.2 05/06/25 1.0 4 ug/L

05/17/25 2519089Thiobencarb (BOLERO) NDEPA 525.2 05/06/25 1.0 70 ug/L

251908905/17/25 107 % 05/06/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

251908905/17/25 97 % 05/06/25 EPA 525.2Surrogate: Perylene-d12

251908905/17/25 90 % 05/06/25 EPA 525.2Surrogate: Triphenylphosphate

05/22/25 2520205Oxamyl (VYDATE) NDEPA 531.1 05/16/25 20 50 ug/L

05/22/25 2520205Carbofuran (FURADAN) NDEPA 531.1 05/16/25 5.0 18 ug/L

05/05/25 2519011Glyphosate NDEPA 547 05/05/25 25 700 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of Work Order:

04/25/25 13:50

25D2214

Reported:

Received:

05/23/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25D2214-01 (Water) 04/24/25   8:05 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

05/06/25 2518068Endothall NDEPA 548.1 04/29/25 45 100 ug/L

05/08/25 2518095Diquat NDEPA 549.2 04/30/25 4.0 20 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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May 5, 2025       Ceres ID: 19435 

 

Clinical Laboratory of San Bernardino 

21881 Barton Road 

Grand Terrace, CA  92313 

 

The following report contains the results for the one drinking water sample received 

on April 29, 2025.  These samples were analyzed for 2,3,7,8-TCDD by EPA method 

1613.  Routine turn-around time was provided for this work.  

This work was authorized under your Subcontract Order # 25D2214. 

Continuing Calibration Verification (CCV) Requirements 

All associated calibration verification standard(s) (CCV) met the acceptance criteria. 

The report consists of a Cover Letter, Sample Inventory (Section I), Data Summary 

(Section II), Sample Tracking (Section VI), and Qualifiers/Abbreviations (Section 

VII).  Raw Data (Section III), Continuing Calibration (Section IV), and Initial 

Calibration (Section V) are available in a full report (.pdf format) upon request. 

If you have any questions regarding this report, please feel free to contact me at 

(916)932-5011. 

Sincerely, 

 
James M. Hedin 

Director of Operations/CEO 

jhedin@ceres-lab.com 

Page 1 of 10
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Ceres Sample ID: Sample ID Date Received Collection Date &Time

19435-001 Mansfield - Gate 26 4/29/2025 4/24/2025 8:05

Section I: Sample Inventory
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Section II: Data Summary 
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L

Analyst: JMH Reviewed by: BS

EPA Method 1613

77.9

NACeres Sample ID: 0-3479-MB

Date Analyzed:

2,3,7,8-TCDD 4.10 5.00

Sample Size:

QC Batch #:

Date Received:

3479 Date Extracted:

Quality Assurance Sample

Method Blank

Drinking Water

5/2/2025

Conc. (pg/L) MDL RL

5/2/2025Matrix:

Qual.

Project ID:

EMPC - Estimated Maximum Possible Concentration due to ion abundance

             ratio failure.

(a) - Lower control limit - Upper control limit

1.000

% R

25D2214

CRS

37Cl4-2378-TCDD

Qualifiers

31-137

Labeled Standards

13C-2378-TCDD 74.9

LCL-UCL (a)

42-164

Analyte

ND< 4.03

Page 4 of 10



Analyte

Analyst: JMH Reviewed by: BS

Ongoing Precision and Recovery

37-158

CRS

7.3-14.6

Limits (a)

25-14185.4

37Cl4-2378-TCDD 90.7

13C-2378-TCDD

Labeled Standards % Rec.

QC Batch #: 3479 Date Extracted:

Limits (a)

(a)  Limits based on method acceptance criteria.

EPA Method 1613

NA

5/2/2025

1.000 L

Ceres Sample ID: 0-3479-OPR Date Received:

Drinking Water 5/2/2025Matrix: Date Analyzed:

Sample Size:

Quality Assurance Sample

Conc. (ng/mL)

11.0

Project ID: 25D2214

2,3,7,8-TCDD

Page 5 of 10



Mansfield - Gate 26

25D2214 4/29/2025

5/2/2025

5/2/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

Project ID: Ceres Sample ID: 19435-001 Date Received:

EPA Method 1613

Client Sample ID:

Date Collected: 4/24/2025 Matrix: Drinking Water Date Analyzed:

QC Batch #: 3479 Date Extracted:

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 8:05 Sample Size: 1.021

31-13713C-2378-TCDD 78.92,3,7,8-TCDD 4.10 4.903.32

114 42-164

CRS

37Cl4-2378-TCDD

EMPC - Estimated Maximum Possible Concentration due to ion abundance

             ratio failure.

(a) - Lower control limit - Upper control limit
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Section VI: Sample Tracking 
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SUBCONTRACT ORDER

Clinical Laboratory of San Bernardino

25D2274

SENDING I-ABORATORY:

Clinical Lairoratorr, of San Ilemardino

21881 Barton Road
(lrand Telrace, C,\ 92313

Plrorre: 909 .825. ,t- 693

Fax: 909.825.7696

Project Nlanager: isabel Nar.arro

RECEIVING I-ABORATORY:

Ceres .\nah'tical Laboratorr', Inc.

-1919 \\'rndplav Dr., Ste. 1

El Dorado Hills, CA 957(12

Plrorre :(916) 932 501.1

Fax:

Please email resnlts to Project Nlanager: Isabel Navarro

ffi navarro@clinica1-1ab.com [ ] sq 1es@ciilnca1-1ab.com

CLIP tlansfer those samples with PS codes provided
Water Trax Upload Client:
Gco lracker Upload Chent:

N{DL's / J Flags
UCNIR CDX Upload

TurnAroundTirne fil 1ODays [] 5Days [] Other 
-DaysSubcontract Commcnts:

Analysis

[ ] ihernandez@clinical-1ab.com [ ] mendioia@clinical-1ab.com

ffi Yes [ ]No
Yes klN"
Yes FlNo
Yes Dcl No
Yes M No

Comments

Sample ID: Mansfield - Gate26 / 25D2214-01 Sampled: 04/24/25 08:05 PS Code:
Water

c41310001_001_001

WTX ID:

I613 l)ioxins l(.I)l) 1)\\'

Containers Supplied:

1 LArnberClassNaThio EPA 1613 (A) I LArnber Glass Na Thio EPA 1613 (B)

3lI
1t

l)atr' ,/ l'irnuIlclcesccl Ilv l)atc / 'f imc

lttlcescd Rv l)atr: /'l'il-rc llcccivcd llv l)atc / I imc

llclcascd lly

Samplcs Rcceivcd on ( ) Wet lce (

D:rtc /'l'imc

) itluc Icc ( ) No lcc

Date ,/ l'ime

l{eceived'Iemp 

- 

( lr) ( (- )

llcccivccl 13y,

Page 8 of 10



Ceres ID:

Received Teffi J
Acceptabl"' Y/ N

Client Project ID:

Chain of Custody Relinquished by signed?

Chain of Custody Received by signed?

Custody Seals? Present?

Intact?

NA:

Unlabeled / Illegible Samples

Proper Containers:

@4.rNe
Y/u//NA

Preservation Accept"blp

Drinking Water, Sodium Thiosulfate present?
Residual Cl?

Aqueous sample pH, 7

List COC discrepanpr

I.ist Damaged Samples:

Sample Receipt Check List Logged or, W (initiats)

Rev 9 Form A5.0 Effective Date:3119/18

Page 9 of 10



Section VII: Qualifiers/Abbreviations 
 

J Concentration found below the lower quantitation limit but greater 

than zero. 

B  Analyte present in the associated Method Blank. 

E Concentration found exceeds the Calibration range of the 

HRGC/HRMS. 

D  This analyte concentration was calculated from a dilution. 

X The concentration found is the estimated maximum possible 

concentration due to chlorinated diphenyl ethers present in the 

sample. 

H Recovery limits exceeded. See cover letter. 

*  Results taken from dilution. 

I  Interference.  See cover letter. 

Conc.  Concentration Found 

DL  Calculated Detection Limit 

ND  Non-Detect 

% Rec. Percent Recovery 
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of

July Q3

Work Order:

07/25/25 13:15

25G2147

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25G2147-01 (Water) 07/24/25   7:54 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Semi-Volatile Organic Analyses / EPA 504

08/08/25 2532147Ethylene Dibromide (EDB) NDEPA 504.1 08/07/25 0.020 0.05 ug/L

08/08/25 2532147Dibromochloropropane (DBCP) NDEPA 504.1 08/07/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

08/02/25 25311861,2,3-Trichloropropane NDSRL 

524M-TCP

08/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

08/14/25 2533003Endrin NDEPA 508.1 07/30/25 0.10 2 ug/L

08/14/25 2533003Lindane (gamma-BHC) NDEPA 508.1 07/30/25 0.20 0.2 ug/L

08/14/25 2533003Methoxychlor NDEPA 508.1 07/30/25 10 30 ug/L

08/14/25 2533003Toxaphene NDEPA 508.1 07/30/25 1.0 3 ug/L

08/14/25 2533003Chlordane NDEPA 508.1 07/30/25 0.10 0.1 ug/L

08/14/25 2533003Heptachlor NDEPA 508.1 07/30/25 0.010 0.01 ug/L

08/14/25 2533003Heptachlor Epoxide NDEPA 508.1 07/30/25 0.010 0.01 ug/L

08/14/25 2533003Hexachlorobenzene NDEPA 508.1 07/30/25 0.50 1 ug/L

08/14/25 2533003Hexachlorocyclopentadiene NDEPA 508.1 07/30/25 1.0 50 ug/L

08/14/25 2533003Polychlorinated Biphenyls (PCBs) NDEPA 508.1 07/30/25 0.50 0.5 ug/L

253300308/14/25 117 % 07/30/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

08/18/25 2532142Dalapon NDEPA 515.4 08/07/25 10 200 ug/L

08/18/25 25321422,4,5-TP (SILVEX) NDEPA 515.4 08/07/25 1.0 50 ug/L

08/18/25 2532142Bentazon (BASAGRAN) NDEPA 515.4 08/07/25 2.0 18 ug/L

08/18/25 2532142Picloram NDEPA 515.4 08/07/25 1.0 500 ug/L

08/18/25 25321422,4-D NDEPA 515.4 08/07/25 10 70 ug/L

08/18/25 2532142Pentachlorophenol (PCP) NDEPA 515.4 08/07/25 0.20 1 ug/L

08/18/25 2532142Dinoseb (DNBP) NDEPA 515.4 08/07/25 2.0 7 ug/L

253214208/18/25 77 % 08/07/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

08/13/25 2533009Alachlor (ALANEX) NDEPA 525.2 08/03/25 1.0 2 ug/L

08/13/25 2533009Atrazine (AATREX) NDEPA 525.2 08/03/25 0.50 1 ug/L

08/13/25 2533009Benzo(a)pyrene NDEPA 525.2 08/03/25 0.10 0.2 ug/L

08/13/25 2533009Diethylhexylphthalate (DEHP) NDEPA 525.2 08/03/25 3.0 4 ug/L

08/13/25 2533009Di(2-ethylhexyl) adipate NDEPA 525.2 08/03/25 5.0 400 ug/L

08/13/25 2533009Molinate (ORDRAM) NDEPA 525.2 08/03/25 2.0 20 ug/L

08/13/25 2533009Simazine (PRINCEP) NDEPA 525.2 08/03/25 1.0 4 ug/L

08/13/25 2533009Thiobencarb (BOLERO) NDEPA 525.2 08/03/25 1.0 70 ug/L

253300908/13/25 109 % 08/03/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

253300908/13/25 99 % 08/03/25 EPA 525.2Surrogate: Perylene-d12

253300908/13/25 103 % 08/03/25 EPA 525.2Surrogate: Triphenylphosphate

08/15/25 2533242Oxamyl (VYDATE) NDEPA 531.1 08/15/25 20 50 ug/L

08/15/25 2533242Carbofuran (FURADAN) NDEPA 531.1 08/15/25 5.0 18 ug/L

08/01/25 2531166Glyphosate NDEPA 547 08/01/25 25 700 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of

July Q3

Work Order:

07/25/25 13:15

25G2147

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25G2147-01 (Water) 07/24/25   7:54 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

07/31/25 2531072Endothall NDEPA 548.1 07/29/25 45 100 ug/L

08/14/25 2531069Diquat NDEPA 549.2 07/29/25 4.0 20 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager

Page 2 of 2
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August 6, 2025       Ceres ID: 19796 

 

Clinical Laboratory of San Bernardino 

21881 Barton Road 

Grand Terrace, CA  92313 

 

The following report contains the results for the one drinking water sample received 

on July 30, 2025.  This sample was analyzed for 2,3,7,8-TCDD by EPA method 1613.  

Routine turn-around time was provided for this work.  

This work was authorized under your Subcontract Order # 25G2147. 

Continuing Calibration Verification (CCV) Requirements 

All associated calibration verification standard(s) (CCV) met the acceptance criteria. 

The report consists of a Cover Letter, Sample Inventory (Section I), Data Summary 

(Section II), Sample Tracking (Section VI), and Qualifiers/Abbreviations (Section 

VII).  Raw Data (Section III), Continuing Calibration (Section IV), and Initial 

Calibration (Section V) are available in a full report (.pdf format) upon request. 

If you have any questions regarding this report, please feel free to contact me at 

(916)932-5011. 

Sincerely, 

 
James M. Hedin 

Director of Operations/CEO 

jhedin@ceres-lab.com 

Page 1 of 10

mailto:jhedin@ceres-lab.com


Ceres Sample ID: Sample ID Date Received Collection Date &Time

19796-001 Mansfield - Gate 26 7/30/2025 7/24/2025 7:54

Section I: Sample Inventory

Page 2 of 10



Section II: Data Summary 

 
  

Page 3 of 10



L

Analyst: JMH Reviewed by: BS

EPA Method 1613

85.8

NACeres Sample ID: 0-3554-MB

Date Analyzed:

2,3,7,8-TCDD 2.46 5.00

Sample Size:

QC Batch #:

Date Received:

3554 Date Extracted:

Quality Assurance Sample

Method Blank

Drinking Water

8/4/2025

Conc. (pg/L) MDL RL

8/5/2025Matrix:

Qual.

Project ID:

EMPC - Estimated Maximum Possible Concentration due to ion abundance

             ratio failure.

(a) - Lower control limit - Upper control limit

1.000

% R

25G2147

CRS

37Cl4-2378-TCDD

Qualifiers

31-137

Labeled Standards

13C-2378-TCDD 78.3

LCL-UCL (a)

42-164

Analyte

ND< 3.78

Page 4 of 10



Analyte

Analyst: JMH Reviewed by: BS

Ongoing Precision and Recovery

37-158

CRS

7.3-14.6

Limits (a)

25-14189.2

37Cl4-2378-TCDD 91.7

13C-2378-TCDD

Labeled Standards % Rec.

QC Batch #: 3554 Date Extracted:

Limits (a)

(a)  Limits based on method acceptance criteria.

EPA Method 1613

NA

8/4/2025

1.000 L

Ceres Sample ID: 0-3554-OPR Date Received:

Drinking Water 8/5/2025Matrix: Date Analyzed:

Sample Size:

Quality Assurance Sample

Conc. (ng/mL)

10.6

Project ID: 25G2147

2,3,7,8-TCDD

Page 5 of 10



Mansfield - Gate 26

25G2147 7/30/2025

8/4/2025

8/5/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

Project ID: Ceres Sample ID: 19796-001 Date Received:

EPA Method 1613

Client Sample ID:

Date Collected: 7/24/2025 Matrix: Drinking Water Date Analyzed:

QC Batch #: 3554 Date Extracted:

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 7:54 Sample Size: 1.017

31-13713C-2378-TCDD 63.42,3,7,8-TCDD 2.46 4.923.85

79.2 42-164

CRS

37Cl4-2378-TCDD

EMPC - Estimated Maximum Possible Concentration due to ion abundance

             ratio failure.

(a) - Lower control limit - Upper control limit

Page 6 of 10



Section VI: Sample Tracking 
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SUBCONTRACT ORDER

Clinical Labotatory of San Bernatdino

25G2147

SENDING I.ABORATORY:

Clinical Laboratory of San Bernardino

21881 Barton Road

Grand Terrace, CA 923L3

Plrone: 909.825.7693

trax 909.825.7 696

Project trlanager: lsabelNal,arro

RECEIVING I,AB ORAT ORY:

Ceres Analytical Laboratory, Inc.

4919 Windplay Dt., Ste. 1

El Dorado Hills, CA 95762

Phone :(916) 932-501.1.

Fax:

Please email results to Pro]ect Nlanager: Isabel Navarro
(] rr"rr".to@clinical-lab.com [ ] sq,1es@c1inica1-1ab.com

CLIP transfer those samples w"ith PS codes provided
Water Trax Upload Client:
GeoTracker Upload Client:

\IDL's / J Flags

UCIIR CDX Upload
Transfer Files

TurnAroundTime ffi 10Days [ ] 5Days [ ] Other 
-DaysSubcontract Comments:

Analysis

I I jhernandez@clinical lab.com [ ] mendiola@clinical-lab.com

fl Yes [ ]N"
[ ]Yes HlNo
[ ]Yes [X No
I lYes E<]N"
I lYes D! No
[]Yes [XNo

Comments

Sample ID: Mansfield - Gate26 / 25G2147-01 Sampled: 07/24/25 07:54PS Code:
Water

cA1310001_001_001
VTX ID:

i613 Dioxins'1 CDI) l)\(/

Containers Supplied:

I L Amber Glass Na Thio EPA 1613 (A) 1 LAmber Glass Na Thio EPA 1613 (B)

Rcccivcd By Datc /'f imc

Itclcascd B1'

San-rplcs l{eccivccl on ( ) Wct lcc (

Datc / f ime

) BIue Icc ( ) No lce

Date / T':r:,:,e

Itcccived 1'emp 

- 

( F ) ((f )

llcccivcd lJv

Page 8 of 10



Sample Receipt Check List Logged. ru,W (initials)

ceres rr, lq7q?
Date/rime:7/m/% 

il,'a
crient project rb 25 GL I l+Z

Received Temp: {,
Acceptabl ", @tN

Chain of Custody Relinquished by signed? vN
Chain of Custody Received by signed? aN
Custody Sea1s? Present?

Intact?

NA:

YiN

Y/N

@
Unlabeled / Illegible Samples Y/@

Proper Containers: g{N
Pre se rvation Accep tab le ( C he mical or Te mpe+atr:-ueF

Drinking Water, Sodium Thiosulfate present?
Residual CI?

Aqueous sample pH:

[/N

@lol*t
NA

List COC discrepancies:

List Damaged Samples:

Effective Date: 3 I 1.9 / \8Rev 9 Form A5.0

Page 9 of 10



Section VII: Qualifiers/Abbreviations 
 

J Concentration found below the lower quantitation limit but greater 

than zero. 

B  Analyte present in the associated Method Blank. 

E Concentration found exceeds the Calibration range of the 

HRGC/HRMS. 

D  This analyte concentration was calculated from a dilution. 

X The concentration found is the estimated maximum possible 

concentration due to chlorinated diphenyl ethers present in the 

sample. 

H Recovery limits exceeded. See cover letter. 

*  Results taken from dilution. 

I  Interference.  See cover letter. 

Conc.  Concentration Found 

DL  Calculated Detection Limit 

ND  Non-Detect 

% Rec. Percent Recovery 
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Brawley, City of Work Order:

10/30/25 17:10

25J3027

Reported:

Received:

11/06/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Mansfield - Gate 26 25J3027-01 (Water) 10/29/25  14:25 R.C.Sample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

10/31/25 2544181MBAS NDSM 5540C 10/31/25 0.10 0.5 mg/L LAS, 

mol wt 342

Metals

11/05/25 2545088Manganese (Mn) NDEPA 200.7 11/05/25 20 50 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager

Page 1 of 1
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25B2557-04 (Water) 02/26/25  10:15 RCSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

03/10/25 2510077Cyanide (CN) NDSM4500CNF 03/10/25 100 150 ug/L

0.36 250912202/28/25 Fluoride (F) EPA 300.0 02/28/25 0.10 2 mg/L

02/28/25 2509122Nitrate as N (NO3-N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrate + Nitrite (as N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrite as N (NO2-N) NDEPA 300.0 02/28/25 0.40 1 mg/L

03/19/25 2512135Perchlorate (ClO4) NDEPA 314.0 03/19/25 1.0 6 ug/L

Metals

52 251002403/03/25 Aluminum (Al) EPA 200.7 03/03/25 50 200 ug/L

03/07/25 2510213Antimony (Sb) NDEPA 200.8 03/07/25 6.0 6 ug/L

2.1 251021303/07/25 Arsenic (As) EPA 200.8 03/07/25 2.0 10 ug/L

120 251002403/03/25 Barium (Ba) EPA 200.7 03/03/25 100 1000 ug/L

03/07/25 2510213Beryllium (Be) NDEPA 200.8 03/07/25 1.0 4 ug/L

03/07/25 2510213Cadmium (Cd) NDEPA 200.8 03/07/25 1.0 5 ug/L

03/07/25 2510213Chromium (Total Cr) NDEPA 200.8 03/07/25 10 50 ug/L

03/03/25 2510024Iron (Fe) NDEPA 200.7 03/03/25 100 300 ug/L

03/07/25 2510213Lead (Pb) NDEPA 200.8 03/07/25 5.0 ug/L

03/11/25 2511049Mercury (Hg) NDEPA 200.8 03/11/25 1.0 2 ug/L

03/07/25 2510213Nickel (Ni) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Selenium (Se) NDEPA 200.8 03/07/25 5.0 50 ug/L

03/07/25 2510213Silver (Ag) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Thallium (Tl) NDEPA 200.8 03/07/25 1.0 2 ug/L

03/07/25 2510213Vanadium (V) NDEPA 200.8 03/07/25 3.0 ug/L

Volatile Organic Analyses

03/06/25 2510056Vinyl Chloride (VC) NDEPA 524.2 03/05/25 0.50 HDSP0.5 ug/L

03/06/25 2510056Trichlorofluoromethane (FREON 11) NDEPA 524.2 03/05/25 5.0 HDSP150 ug/L

03/06/25 25100561,1-Dichloroethylene (1,1-DCE) NDEPA 524.2 03/05/25 0.50 HDSP6 ug/L

03/06/25 25100561,1,2-Trichloro-1,2,2-trifluoroethane NDEPA 524.2 03/05/25 10 HDSP1200 ug/L

03/06/25 2510056Dichloromethane (Methylene Chloride) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 2510056trans-1,2-Dichloroethylene (t-1,2-DCE) NDEPA 524.2 03/05/25 0.50 HDSP10 ug/L

03/06/25 2510056Methyl tert-Butyl Ether NDEPA 524.2 03/05/25 3.0 HDSP13 ug/L

03/06/25 25100561,1-Dichloroethane (1,1-DCA) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 2510056cis-1,2-Dichloroethylene (c-1,2-DCE) NDEPA 524.2 03/05/25 0.50 HDSP6 ug/L

03/06/25 2510056Chloroform (Trichloromethane) NDEPA 524.2 03/05/25 1.0 HDSPug/L

03/06/25 2510056Carbon Tetrachloride NDEPA 524.2 03/05/25 0.50 HDSP0.5 ug/L

03/06/25 25100561,1,1-Trichloroethane (1,1,1-TCA) NDEPA 524.2 03/05/25 0.50 HDSP200 ug/L

03/06/25 2510056Benzene NDEPA 524.2 03/05/25 0.50 HDSP1 ug/L

03/06/25 25100561,2-Dichloroethane (1,2-DCA) NDEPA 524.2 03/05/25 0.50 HDSP0.5 ug/L

03/06/25 2510056Trichloroethylene (TCE) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25B2557-04 (Water) 02/26/25  10:15 RCSample Date: Sampler:

MCLRep. Limit Qualifier

Volatile Organic Analyses

03/06/25 25100561,2-Dichloropropane NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 2510056Bromodichloromethane NDEPA 524.2 03/05/25 1.0 HDSPug/L

03/06/25 2510056Toluene NDEPA 524.2 03/05/25 0.50 HDSP150 ug/L

03/06/25 2510056Tetrachloroethylene (PCE) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 25100561,1,2-Trichloroethane (1,1,2-TCA) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 2510056Dibromochloromethane NDEPA 524.2 03/05/25 1.0 HDSPug/L

03/06/25 2510056Monochlorobenzene (Chlorobenzene) NDEPA 524.2 03/05/25 0.50 HDSP70 ug/L

03/06/25 2510056Ethyl Benzene NDEPA 524.2 03/05/25 0.50 HDSP300 ug/L

03/06/25 2510056cis-1,3-Dichloropropene NDEPA 524.2 03/05/25 0.50 HDSPug/L

03/06/25 2510056m,p-Xylene NDEPA 524.2 03/05/25 1.0 HDSPug/L

03/06/25 2510056trans-1,3-Dichloropropene NDEPA 524.2 03/05/25 0.50 HDSPug/L

03/06/25 2510056o-Xylene NDEPA 524.2 03/05/25 0.50 HDSPug/L

03/06/25 2510056Styrene NDEPA 524.2 03/05/25 0.50 HDSP100 ug/L

03/06/25 2510056Bromoform NDEPA 524.2 03/05/25 1.0 HDSPug/L

03/06/25 25100561,1,2,2-Tetrachloroethane NDEPA 524.2 03/05/25 0.50 HDSPug/L

03/06/25 25100561,4-Dichlorobenzene (p-DCB) NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 25100561,2-Dichlorobenzene (o-DCB) NDEPA 524.2 03/05/25 0.50 HDSP600 ug/L

03/06/25 25100561,2,4-Trichlorobenzene NDEPA 524.2 03/05/25 0.50 HDSP5 ug/L

03/06/25 2510056Total 1,3-Dichloropropene NDEPA 524.2 03/05/25 0.50 HDSP0.5 ug/L

03/06/25 2510056Total Trihalomethanes (TTHM) NDEPA 524.2 03/05/25 1.0 HDSP80 ug/L

03/06/25 2510056Total Xylenes (m,p & o) NDEPA 524.2 03/05/25 0.50 HDSP1750 ug/L

251005603/06/25 93 % 03/05/25 HDSPEPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

251005603/06/25 95 % 03/05/25 HDSPEPA 524.2Surrogate: Bromofluorobenzene

Semi-Volatile Organic Analyses / EPA 504

03/07/25 2510157Ethylene Dibromide (EDB) NDEPA 504.1 03/06/25 0.020 0.05 ug/L

03/07/25 2510157Dibromochloropropane (DBCP) NDEPA 504.1 03/06/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

03/06/25 25100941,2,3-Trichloropropane NDSRL 

524M-TCP

03/05/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

03/06/25 2508186Endrin NDEPA 508.1 03/03/25 0.10 2 ug/L

03/06/25 2508186Lindane (gamma-BHC) NDEPA 508.1 03/03/25 0.20 0.2 ug/L

03/06/25 2508186Methoxychlor NDEPA 508.1 03/03/25 10 30 ug/L

03/06/25 2508186Toxaphene NDEPA 508.1 03/03/25 1.0 3 ug/L

03/06/25 2508186Chlordane NDEPA 508.1 03/03/25 0.10 0.1 ug/L

03/06/25 2508186Heptachlor NDEPA 508.1 03/03/25 0.010 0.01 ug/L

03/06/25 2508186Heptachlor Epoxide NDEPA 508.1 03/03/25 0.010 0.01 ug/L

03/06/25 2508186Hexachlorobenzene NDEPA 508.1 03/03/25 0.50 1 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25B2557-04 (Water) 02/26/25  10:15 RCSample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

03/06/25 2508186Hexachlorocyclopentadiene NDEPA 508.1 03/03/25 1.0 50 ug/L

03/06/25 2508186Polychlorinated Biphenyls (PCBs) NDEPA 508.1 03/03/25 0.50 0.5 ug/L

250818603/06/25 187 % 03/03/25 QCS-01EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

03/11/25 2510050Dalapon NDEPA 515.4 03/04/25 10 200 ug/L

03/11/25 25100502,4,5-TP (SILVEX) NDEPA 515.4 03/04/25 1.0 50 ug/L

03/11/25 2510050Bentazon (BASAGRAN) NDEPA 515.4 03/04/25 2.0 18 ug/L

03/11/25 2510050Picloram NDEPA 515.4 03/04/25 1.0 500 ug/L

03/11/25 25100502,4-D NDEPA 515.4 03/04/25 10 70 ug/L

03/11/25 2510050Pentachlorophenol (PCP) NDEPA 515.4 03/04/25 0.20 1 ug/L

03/11/25 2510050Dinoseb (DNBP) NDEPA 515.4 03/04/25 2.0 7 ug/L

251005003/11/25 77 % 03/04/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

03/08/25 2510014Alachlor (ALANEX) NDEPA 525.2 03/03/25 1.0 2 ug/L

03/08/25 2510014Atrazine (AATREX) NDEPA 525.2 03/03/25 0.50 1 ug/L

03/08/25 2510014Benzo(a)pyrene NDEPA 525.2 03/03/25 0.10 0.2 ug/L

03/08/25 2510014Diethylhexylphthalate (DEHP) NDEPA 525.2 03/03/25 3.0 4 ug/L

03/08/25 2510014Di(2-ethylhexyl) adipate NDEPA 525.2 03/03/25 5.0 400 ug/L

03/08/25 2510014Molinate (ORDRAM) NDEPA 525.2 03/03/25 2.0 20 ug/L

03/08/25 2510014Simazine (PRINCEP) NDEPA 525.2 03/03/25 1.0 4 ug/L

03/08/25 2510014Thiobencarb (BOLERO) NDEPA 525.2 03/03/25 1.0 70 ug/L

251001403/08/25 105 % 03/03/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

251001403/08/25 89 % 03/03/25 EPA 525.2Surrogate: Perylene-d12

251001403/08/25 100 % 03/03/25 EPA 525.2Surrogate: Triphenylphosphate

03/14/25 2511016Oxamyl (VYDATE) NDEPA 531.1 03/10/25 20 50 ug/L

03/14/25 2511016Carbofuran (FURADAN) NDEPA 531.1 03/10/25 5.0 18 ug/L

03/06/25 2510020Glyphosate NDEPA 547 03/03/25 25 700 ug/L

03/05/25 2510001Endothall NDEPA 548.1 03/02/25 45 100 ug/L

03/13/25 2510112Diquat NDEPA 549.2 03/05/25 4.0 20 ug/L

QCS-01 Surrogate results were above the method acceptance limits.  ND sample results are valid.

HDSP Sample aliquot taken from VOA vial with headspace (air bubble greater than 6 mm diameter).

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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AAC Drop 4

25B2557 3/4/2025

3/10/2025

3/10/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

(a) - Lower control limit - Upper control limit

             ratio failure.

EMPC - Estimated Maximum Possible Concentration due to ion abundance

CRS

37Cl4-2378-TCDD 120 42-164

2,3,7,8-TCDD 4.10 4.912.13 31-13713C-2378-TCDD 82.3

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 10:15 Sample Size: 1.019

QC Batch #: 3438 Date Extracted:

Date Collected: 2/26/2025 Matrix: Drinking Water Date Analyzed:

Project ID: Ceres Sample ID: 19225-001 Date Received:

EPA Method 1613

Client Sample ID:
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25D2216-03 (Water) 04/25/25   7:58 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

251908905/17/25 86 % 05/06/25 EPA 525.2Surrogate: Triphenylphosphate

05/07/25 2519043Oxamyl (VYDATE) NDEPA 531.1 05/06/25 20 50 ug/L

05/07/25 2519043Carbofuran (FURADAN) NDEPA 531.1 05/06/25 5.0 18 ug/L

05/05/25 2519011Glyphosate NDEPA 547 05/05/25 25 700 ug/L

05/07/25 2518161Endothall NDEPA 548.1 05/01/25 45 100 ug/L

05/13/25 2518173Diquat NDEPA 549.2 05/01/25 4.0 20 ug/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25D2216-04 (Water) 04/24/25  12:35 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

77 251923905/09/25 Aluminum (Al) EPA 200.7 05/09/25 50 200 ug/L

05/07/25 2519101Antimony (Sb) NDEPA 200.8 05/07/25 6.0 6 ug/L

05/09/25 2519239Iron (Fe) NDEPA 200.7 05/09/25 100 300 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25G2158-03 (Water) 07/25/25   7:51 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

08/12/25 2533002Oxamyl (VYDATE) NDEPA 531.1 08/10/25 20 50 ug/L

08/12/25 2533002Carbofuran (FURADAN) NDEPA 531.1 08/10/25 5.0 18 ug/L

08/05/25 2532060Glyphosate NDEPA 547 08/05/25 25 700 ug/L

07/31/25 2531072Endothall NDEPA 548.1 07/29/25 45 100 ug/L

08/14/25 2531150Diquat NDEPA 549.2 07/31/25 4.0 20 ug/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25G2158-04 (Water) 07/24/25  11:44 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

91 253211008/06/25 Aluminum (Al) EPA 200.7 08/06/25 50 200 ug/L

08/06/25 2532110Iron (Fe) NDEPA 200.7 08/06/25 100 300 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

10/30/25 17:10

25J3044

Reported:

Received:

11/21/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25J3044-04 (Water) 10/29/25  10:20 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Physical Analyses

10/30/25 2544196Apparent Color NDSM 2120BM 10/30/25 3.0 15 Color Units

1 254419610/30/25 Odor Threshold EPA 140.1-M 10/30/25 1 3 TON

1.9 254419610/30/25 Turbidity EPA 180.1 10/30/25 0.10 5 NTU

General Chemical Analyses

160 254420011/06/25 Alkalinity, Total (as CaCO3) SM 2320 B 11/06/25 5.0 mg/L

180 254420011/06/25 Bicarbonate (HCO3) SM 2320 B 11/06/25 5.0 mg/L

11/06/25 2544200Carbonate (CO3) NDSM 2320B 11/06/25 5.0 mg/L

120 254502011/03/25 Chloride (Cl) EPA 300.0 11/03/25 1.0 500 mg/L

1200 254420011/06/25 Specific Conductance (E.C.) at 25°C SM 2510B 11/06/25 2.0 1600 umho/cm at 

25°C

0.41 254502011/03/25 Fluoride (F) EPA 300.0 11/03/25 0.10 2 mg/L

11/06/25 2544200Hydroxide (OH) NDSM 2320B 11/06/25 5.0 mg/L

10/31/25 2544181MBAS NDSM 5540C 10/31/25 0.10 0.5 mg/L LAS, 

mol wt 342

8.3 254420011/06/25 pH (Lab) SM 4500HB 10/31/25 pH Units

18.5 254420011/06/25 Temp. (C) SM 4500 HB 10/31/25 °C

280 254502011/03/25 Sulfate (SO4) EPA 300.0 11/03/25 0.50 500 mg/L

720 254500911/05/25 Total Filterable Residue/TDS SM 2540C 11/03/25 5.0 1000 mg/L

Metals

11/03/25 2545021Aluminum (Al) NDEPA 200.7 11/03/25 50 200 ug/L

180 254502111/03/25 Boron (B) EPA 200.7 11/03/25 100 ug/L

91 254504411/04/25 Calcium (Ca) EPA 200.7 11/04/25 1.0 mg/L

11/03/25 2545021Copper (Cu) NDEPA 200.7 11/03/25 50 1000 ug/L

11/03/25 2545021Iron (Fe) NDEPA 200.7 11/03/25 100 300 ug/L

31 254504411/04/25 Magnesium (Mg) EPA 200.7 11/04/25 1.0 mg/L

11/03/25 2545021Manganese (Mn) NDEPA 200.7 11/03/25 20 50 ug/L

5.5 254504411/04/25 Potassium (K) EPA 200.7 11/04/25 1.0 mg/L

11/06/25 2545098Silver (Ag) NDEPA 200.8 11/06/25 10 100 ug/L

120 254504411/04/25 Sodium (Na) EPA 200.7 11/04/25 1.0 mg/L

11/03/25 2545021Zinc (Zn) NDEPA 200.7 11/03/25 50 5000 ug/L

Calculated Analysis

350 [CALC]11/04/25 Hardness, Total (as CaCO3) Calculated 11/04/25 6.6 mg/L

12.2 [CALC]11/06/25 Total Anions Calculated 11/04/25 meq/L

12.5 [CALC]11/04/25 Total Cations Calculated 11/04/25 meq/L

2.3 [CALC]11/06/25 % difference Calculated 11/04/25 

Radiochemistry Analyses

4.4 254606911/20/25 Gross Alpha SM 7110C 11/10/25 3.0 15 pCi/L

0.78 254606911/20/25 Gross Alpha Counting Error SM 7110C 11/10/25 pCi/L

0.53 254606911/20/25 Gross Alpha Min Det Activity SM 7110C 11/10/25 pCi/L

2.8 254503911/03/25 Uranium EPA 200.8 11/03/25 1.0 20 pCi/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals/ Reample

Work Order:

11/06/25 11:30

25K0115

Reported:

Received:

11/11/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25K0115-01 (Water) 11/05/25   8:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25K0115-02 (Water) 11/05/25   8:35 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545156MBAS NDSM 5540C 11/06/25 0.10 0.5 mg/L LAS, 

mol wt 342

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Lane 25K0115-03 (Water) 11/05/25   7:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25K0115-04 (Water) 11/05/25  11:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25B2557-02 (Water) 02/26/25  10:30 RCSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

03/10/25 2510077Cyanide (CN) NDSM4500CNF 03/10/25 100 150 ug/L

0.34 250912202/28/25 Fluoride (F) EPA 300.0 02/28/25 0.10 2 mg/L

02/28/25 2509122Nitrate as N (NO3-N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrate + Nitrite (as N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrite as N (NO2-N) NDEPA 300.0 02/28/25 0.40 1 mg/L

03/19/25 2512135Perchlorate (ClO4) NDEPA 314.0 03/19/25 1.0 6 ug/L

Metals

270 251011003/05/25 Aluminum (Al) EPA 200.7 03/05/25 50 200 ug/L

03/07/25 2510213Antimony (Sb) NDEPA 200.8 03/07/25 6.0 6 ug/L

2.3 251021303/07/25 Arsenic (As) EPA 200.8 03/07/25 2.0 10 ug/L

120 251011003/05/25 Barium (Ba) EPA 200.7 03/05/25 100 1000 ug/L

03/07/25 2510213Beryllium (Be) NDEPA 200.8 03/07/25 1.0 4 ug/L

03/07/25 2510213Cadmium (Cd) NDEPA 200.8 03/07/25 1.0 5 ug/L

03/07/25 2510213Chromium (Total Cr) NDEPA 200.8 03/07/25 10 50 ug/L

270 251011003/05/25 Iron (Fe) EPA 200.7 03/05/25 100 300 ug/L

03/07/25 2510213Lead (Pb) NDEPA 200.8 03/07/25 5.0 ug/L

03/11/25 2511049Mercury (Hg) NDEPA 200.8 03/11/25 1.0 2 ug/L

03/07/25 2510213Nickel (Ni) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Selenium (Se) NDEPA 200.8 03/07/25 5.0 50 ug/L

03/07/25 2510213Silver (Ag) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Thallium (Tl) NDEPA 200.8 03/07/25 1.0 2 ug/L

3.1 251021303/07/25 Vanadium (V) EPA 200.8 03/07/25 3.0 ug/L

Volatile Organic Analyses

03/05/25 2510056Vinyl Chloride (VC) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichlorofluoromethane (FREON 11) NDEPA 524.2 03/04/25 5.0 HDSP150 ug/L

03/05/25 25100561,1-Dichloroethylene (1,1-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 25100561,1,2-Trichloro-1,2,2-trifluoroethane NDEPA 524.2 03/04/25 10 HDSP1200 ug/L

03/05/25 2510056Dichloromethane (Methylene Chloride) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056trans-1,2-Dichloroethylene (t-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP10 ug/L

03/05/25 2510056Methyl tert-Butyl Ether NDEPA 524.2 03/04/25 3.0 HDSP13 ug/L

03/05/25 25100561,1-Dichloroethane (1,1-DCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056cis-1,2-Dichloroethylene (c-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 2510056Chloroform (Trichloromethane) NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Carbon Tetrachloride NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 25100561,1,1-Trichloroethane (1,1,1-TCA) NDEPA 524.2 03/04/25 0.50 HDSP200 ug/L

03/05/25 2510056Benzene NDEPA 524.2 03/04/25 0.50 HDSP1 ug/L

03/05/25 25100561,2-Dichloroethane (1,2-DCA) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichloroethylene (TCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25B2557-02 (Water) 02/26/25  10:30 RCSample Date: Sampler:

MCLRep. Limit Qualifier

Volatile Organic Analyses

03/05/25 25100561,2-Dichloropropane NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Bromodichloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Toluene NDEPA 524.2 03/04/25 0.50 HDSP150 ug/L

03/05/25 2510056Tetrachloroethylene (PCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,1,2-Trichloroethane (1,1,2-TCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Dibromochloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Monochlorobenzene (Chlorobenzene) NDEPA 524.2 03/04/25 0.50 HDSP70 ug/L

03/05/25 2510056Ethyl Benzene NDEPA 524.2 03/04/25 0.50 HDSP300 ug/L

03/05/25 2510056cis-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056m,p-Xylene NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056trans-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056o-Xylene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056Styrene NDEPA 524.2 03/04/25 0.50 HDSP100 ug/L

03/05/25 2510056Bromoform NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 25100561,1,2,2-Tetrachloroethane NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 25100561,4-Dichlorobenzene (p-DCB) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,2-Dichlorobenzene (o-DCB) NDEPA 524.2 03/04/25 0.50 HDSP600 ug/L

03/05/25 25100561,2,4-Trichlorobenzene NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Total 1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Total Trihalomethanes (TTHM) NDEPA 524.2 03/04/25 1.0 HDSP80 ug/L

03/05/25 2510056Total Xylenes (m,p & o) NDEPA 524.2 03/04/25 0.50 HDSP1750 ug/L

251005603/05/25 93 % 03/04/25 HDSPEPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

251005603/05/25 96 % 03/04/25 HDSPEPA 524.2Surrogate: Bromofluorobenzene
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25D2216-02 (Water) 04/24/25   9:26 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

160 251923905/09/25 Aluminum (Al) EPA 200.7 05/09/25 50 200 ug/L

05/07/25 2519101Antimony (Sb) NDEPA 200.8 05/07/25 6.0 6 ug/L

160 251923905/09/25 Iron (Fe) EPA 200.7 05/09/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

05/04/25 2518228Ethylene Dibromide (EDB) NDEPA 504.1 05/03/25 0.020 0.05 ug/L

05/04/25 2518228Dibromochloropropane (DBCP) NDEPA 504.1 05/03/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

05/02/25 25181801,2,3-Trichloropropane NDSRL 

524M-TCP

05/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

05/19/25 2518108Endrin NDEPA 508.1 04/28/25 0.10 2 ug/L

05/19/25 2518108Lindane (gamma-BHC) NDEPA 508.1 04/28/25 0.20 0.2 ug/L

05/19/25 2518108Methoxychlor NDEPA 508.1 04/28/25 10 30 ug/L

05/19/25 2518108Toxaphene NDEPA 508.1 04/28/25 1.0 3 ug/L

05/19/25 2518108Chlordane NDEPA 508.1 04/28/25 0.10 0.1 ug/L

05/19/25 2518108Heptachlor NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Heptachlor Epoxide NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Hexachlorobenzene NDEPA 508.1 04/28/25 0.50 1 ug/L

05/19/25 2518108Hexachlorocyclopentadiene NDEPA 508.1 04/28/25 1.0 50 ug/L

05/19/25 2518108Polychlorinated Biphenyls (PCBs) NDEPA 508.1 04/28/25 0.50 0.5 ug/L

251810805/19/25 99 % 04/28/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

05/15/25 2519156Dalapon NDEPA 515.4 05/08/25 10 200 ug/L

05/15/25 25191562,4,5-TP (SILVEX) NDEPA 515.4 05/08/25 1.0 50 ug/L

05/15/25 2519156Bentazon (BASAGRAN) NDEPA 515.4 05/08/25 2.0 18 ug/L

05/15/25 2519156Picloram NDEPA 515.4 05/08/25 1.0 500 ug/L

05/15/25 25191562,4-D NDEPA 515.4 05/08/25 10 70 ug/L

05/15/25 2519156Pentachlorophenol (PCP) NDEPA 515.4 05/08/25 0.20 1 ug/L

05/15/25 2519156Dinoseb (DNBP) NDEPA 515.4 05/08/25 2.0 7 ug/L

251915605/15/25 81 % 05/08/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

05/17/25 2519089Alachlor (ALANEX) NDEPA 525.2 05/06/25 1.0 2 ug/L

05/17/25 2519089Atrazine (AATREX) NDEPA 525.2 05/06/25 0.50 1 ug/L

05/17/25 2519089Benzo(a)pyrene NDEPA 525.2 05/06/25 0.10 0.2 ug/L

05/17/25 2519089Diethylhexylphthalate (DEHP) NDEPA 525.2 05/06/25 3.0 4 ug/L

05/17/25 2519089Di(2-ethylhexyl) adipate NDEPA 525.2 05/06/25 5.0 400 ug/L

05/17/25 2519089Molinate (ORDRAM) NDEPA 525.2 05/06/25 2.0 20 ug/L

05/17/25 2519089Simazine (PRINCEP) NDEPA 525.2 05/06/25 1.0 4 ug/L

05/17/25 2519089Thiobencarb (BOLERO) NDEPA 525.2 05/06/25 1.0 70 ug/L

251908905/17/25 105 % 05/06/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

251908905/17/25 89 % 05/06/25 EPA 525.2Surrogate: Perylene-d12
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25D2216-02 (Water) 04/24/25   9:26 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

251908905/17/25 94 % 05/06/25 EPA 525.2Surrogate: Triphenylphosphate

05/22/25 2520205Oxamyl (VYDATE) NDEPA 531.1 05/16/25 20 50 ug/L

05/22/25 2520205Carbofuran (FURADAN) NDEPA 531.1 05/16/25 5.0 18 ug/L

05/05/25 2519011Glyphosate NDEPA 547 05/05/25 25 700 ug/L

05/06/25 2518068Endothall NDEPA 548.1 04/29/25 45 100 ug/L

05/08/25 2518095Diquat NDEPA 549.2 04/30/25 4.0 20 ug/L
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Central Main

25D2216 4/29/2025

5/2/2025

5/2/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

EPA Method 1613

Client Sample ID:

Project ID: Ceres Sample ID: 19430-002 Date Received:

Date Collected: 4/24/2025 Matrix: Drinking Water Date Analyzed:

QC Batch #: 3479 Date Extracted:

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 9:26 Sample Size: 1.024

2,3,7,8-TCDD 3.09 4.10 4.88 13C-2378-TCDD 68.8 31-137

CRS

37Cl4-2378-TCDD 88.2 42-164

EMPC - Estimated Maximum Possible Concentration due to ion abundance

(a) - Lower control limit - Upper control limit

             ratio failure.
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25G2158-02 (Water) 07/24/25   9:00 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

410 253211008/06/25 Aluminum (Al) EPA 200.7 08/06/25 50 200 ug/L

440 253211008/06/25 Iron (Fe) EPA 200.7 08/06/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

08/08/25 2532147Ethylene Dibromide (EDB) NDEPA 504.1 08/07/25 0.020 0.05 ug/L

08/08/25 2532147Dibromochloropropane (DBCP) NDEPA 504.1 08/07/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

08/02/25 25311861,2,3-Trichloropropane NDSRL 

524M-TCP

08/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

08/26/25 2533010Endrin NDEPA 508.1 08/06/25 0.10 2 ug/L

08/26/25 2533010Lindane (gamma-BHC) NDEPA 508.1 08/06/25 0.20 0.2 ug/L

08/26/25 2533010Methoxychlor NDEPA 508.1 08/06/25 10 30 ug/L

08/26/25 2533010Toxaphene NDEPA 508.1 08/06/25 1.0 3 ug/L

08/26/25 2533010Chlordane NDEPA 508.1 08/06/25 0.10 0.1 ug/L

08/26/25 2533010Heptachlor NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Heptachlor Epoxide NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Hexachlorobenzene NDEPA 508.1 08/06/25 0.50 1 ug/L

08/26/25 2533010Hexachlorocyclopentadiene NDEPA 508.1 08/06/25 1.0 50 ug/L

08/26/25 2533010Polychlorinated Biphenyls (PCBs) NDEPA 508.1 08/06/25 0.50 0.5 ug/L

253301008/26/25 113 % 08/06/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

08/08/25 2531165Dalapon NDEPA 515.4 08/03/25 10 200 ug/L

08/08/25 25311652,4,5-TP (SILVEX) NDEPA 515.4 08/03/25 1.0 50 ug/L

08/08/25 2531165Bentazon (BASAGRAN) NDEPA 515.4 08/03/25 2.0 18 ug/L

08/08/25 2531165Picloram NDEPA 515.4 08/03/25 1.0 500 ug/L

08/08/25 25311652,4-D NDEPA 515.4 08/03/25 10 70 ug/L

08/08/25 2531165Pentachlorophenol (PCP) NDEPA 515.4 08/03/25 0.20 1 ug/L

08/08/25 2531165Dinoseb (DNBP) NDEPA 515.4 08/03/25 2.0 7 ug/L

253116508/08/25 78 % 08/03/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

08/18/25 2533261Alachlor (ALANEX) NDEPA 525.2 08/04/25 1.0 2 ug/L

08/18/25 2533261Atrazine (AATREX) NDEPA 525.2 08/04/25 0.50 1 ug/L

08/18/25 2533261Benzo(a)pyrene NDEPA 525.2 08/04/25 0.10 0.2 ug/L

08/18/25 2533261Diethylhexylphthalate (DEHP) NDEPA 525.2 08/04/25 3.0 4 ug/L

08/18/25 2533261Di(2-ethylhexyl) adipate NDEPA 525.2 08/04/25 5.0 400 ug/L

08/18/25 2533261Molinate (ORDRAM) NDEPA 525.2 08/04/25 2.0 20 ug/L

08/18/25 2533261Simazine (PRINCEP) NDEPA 525.2 08/04/25 1.0 4 ug/L

08/18/25 2533261Thiobencarb (BOLERO) NDEPA 525.2 08/04/25 1.0 70 ug/L

253326108/18/25 107 % 08/04/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

253326108/18/25 100 % 08/04/25 EPA 525.2Surrogate: Perylene-d12

253326108/18/25 101 % 08/04/25 EPA 525.2Surrogate: Triphenylphosphate
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25G2158-02 (Water) 07/24/25   9:00 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

08/12/25 2533002Oxamyl (VYDATE) NDEPA 531.1 08/10/25 20 50 ug/L

08/12/25 2533002Carbofuran (FURADAN) NDEPA 531.1 08/10/25 5.0 18 ug/L

08/01/25 2531166Glyphosate NDEPA 547 08/01/25 25 700 ug/L

07/30/25 2531035Endothall NDEPA 548.1 07/28/25 45 100 ug/L

08/14/25 2531107Diquat NDEPA 549.2 07/30/25 4.0 20 ug/L
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Central Main

25G2158 7/30/2024

8/5/2025

8/6/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

             ratio failure.

(a) - Lower control limit - Upper control limit

EMPC - Estimated Maximum Possible Concentration due to ion abundance

80.6 42-164

CRS

37Cl4-2378-TCDD

13C-2378-TCDD 71.8 31-1372,3,7,8-TCDD 2.46 2.46 4.98

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 9:00 Sample Size: 1.005

QC Batch #: 3556 Date Extracted:

Date Collected: 7/24/2025 Matrix: Drinking Water Date Analyzed:

EPA Method 1613

Client Sample ID:

Project ID: Ceres Sample ID: 19808-002 Date Received:
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

10/30/25 17:10

25J3044

Reported:

Received:

11/21/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25J3044-02 (Water) 10/29/25   7:10 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Physical Analyses

15.0 254419610/30/25 Apparent Color SM 2120BM 10/30/25 3.0 15 Color Units

1 254419610/30/25 Odor Threshold EPA 140.1-M 10/30/25 1 3 TON

31 254419610/30/25 Turbidity EPA 180.1 10/30/25 0.40 5 NTU

General Chemical Analyses

160 254420011/06/25 Alkalinity, Total (as CaCO3) SM 2320 B 11/06/25 5.0 mg/L

180 254420011/06/25 Bicarbonate (HCO3) SM 2320 B 11/06/25 5.0 mg/L

6.7 254420011/06/25 Carbonate (CO3) SM 2320B 11/06/25 5.0 mg/L

130 254419910/31/25 Chloride (Cl) EPA 300.0 10/31/25 1.0 500 mg/L

1200 254420011/06/25 Specific Conductance (E.C.) at 25°C SM 2510B 11/06/25 2.0 1600 umho/cm at 

25°C

0.43 254419910/31/25 Fluoride (F) EPA 300.0 10/31/25 0.10 2 mg/L

11/06/25 2544200Hydroxide (OH) NDSM 2320B 11/06/25 5.0 mg/L

8.3 254420011/06/25 pH (Lab) SM 4500HB 10/31/25 pH Units

19.2 254420011/06/25 Temp. (C) SM 4500 HB 10/31/25 °C

290 254419910/31/25 Sulfate (SO4) EPA 300.0 10/31/25 0.50 500 mg/L

680 254500911/05/25 Total Filterable Residue/TDS SM 2540C 11/03/25 5.0 1000 mg/L

Metals

470 254508811/05/25 Aluminum (Al) EPA 200.7 11/05/25 50 200 ug/L

150 254508811/05/25 Boron (B) EPA 200.7 11/05/25 100 ug/L

84 254504411/04/25 Calcium (Ca) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Copper (Cu) NDEPA 200.7 11/05/25 50 1000 ug/L

420 254508811/05/25 Iron (Fe) EPA 200.7 11/05/25 100 300 ug/L

30 254504411/04/25 Magnesium (Mg) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Manganese (Mn) NDEPA 200.7 11/05/25 20 50 ug/L

5.5 254504411/04/25 Potassium (K) EPA 200.7 11/04/25 1.0 mg/L

11/06/25 2545098Silver (Ag) NDEPA 200.8 11/06/25 10 100 ug/L

120 254504411/04/25 Sodium (Na) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Zinc (Zn) NDEPA 200.7 11/05/25 50 5000 ug/L

Calculated Analysis

330 [CALC]11/04/25 Hardness, Total (as CaCO3) Calculated 11/04/25 6.6 mg/L

12.9 [CALC]11/06/25 Total Anions Calculated 11/04/25 meq/L

12 [CALC]11/04/25 Total Cations Calculated 11/04/25 meq/L

6.9 [CALC]11/06/25 % difference Calculated 11/04/25 

Radiochemistry Analyses

4.9 254507211/18/25 Gross Alpha SM 7110C 11/04/25 3.0 15 pCi/L

0.80 254507211/18/25 Gross Alpha Counting Error SM 7110C 11/04/25 pCi/L

0.53 254507211/18/25 Gross Alpha Min Det Activity SM 7110C 11/04/25 pCi/L

2.9 254520011/07/25 Uranium EPA 200.8 11/07/25 1.0 20 pCi/L

Page 3 of 6

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals/ Reample

Work Order:

11/06/25 11:30

25K0115

Reported:

Received:

11/11/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25K0115-01 (Water) 11/05/25   8:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25K0115-02 (Water) 11/05/25   8:35 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545156MBAS NDSM 5540C 11/06/25 0.10 0.5 mg/L LAS, 

mol wt 342

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Lane 25K0115-03 (Water) 11/05/25   7:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25K0115-04 (Water) 11/05/25  11:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager

Page 1 of 1

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25B2557-03 (Water) 02/26/25  14:10 RCSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

03/10/25 2510077Cyanide (CN) NDSM4500CNF 03/10/25 100 150 ug/L

0.32 250912202/28/25 Fluoride (F) EPA 300.0 02/28/25 0.10 2 mg/L

02/28/25 2509122Nitrate as N (NO3-N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrate + Nitrite (as N) NDEPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrite as N (NO2-N) NDEPA 300.0 02/28/25 0.40 1 mg/L

03/19/25 2512135Perchlorate (ClO4) NDEPA 314.0 03/19/25 1.0 6 ug/L

Metals

120 251011003/05/25 Aluminum (Al) EPA 200.7 03/05/25 50 200 ug/L

03/07/25 2510213Antimony (Sb) NDEPA 200.8 03/07/25 6.0 6 ug/L

03/07/25 2510213Arsenic (As) NDEPA 200.8 03/07/25 2.0 10 ug/L

110 251011003/05/25 Barium (Ba) EPA 200.7 03/05/25 100 1000 ug/L

03/07/25 2510213Beryllium (Be) NDEPA 200.8 03/07/25 1.0 4 ug/L

03/07/25 2510213Cadmium (Cd) NDEPA 200.8 03/07/25 1.0 5 ug/L

03/07/25 2510213Chromium (Total Cr) NDEPA 200.8 03/07/25 10 50 ug/L

130 251011003/05/25 Iron (Fe) EPA 200.7 03/05/25 100 300 ug/L

03/07/25 2510213Lead (Pb) NDEPA 200.8 03/07/25 5.0 ug/L

03/11/25 2511049Mercury (Hg) NDEPA 200.8 03/11/25 1.0 2 ug/L

03/07/25 2510213Nickel (Ni) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Selenium (Se) NDEPA 200.8 03/07/25 5.0 50 ug/L

03/07/25 2510213Silver (Ag) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Thallium (Tl) NDEPA 200.8 03/07/25 1.0 2 ug/L

3.0 251021303/07/25 Vanadium (V) EPA 200.8 03/07/25 3.0 ug/L

Volatile Organic Analyses

03/05/25 2510056Vinyl Chloride (VC) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichlorofluoromethane (FREON 11) NDEPA 524.2 03/04/25 5.0 HDSP150 ug/L

03/05/25 25100561,1-Dichloroethylene (1,1-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 25100561,1,2-Trichloro-1,2,2-trifluoroethane NDEPA 524.2 03/04/25 10 HDSP1200 ug/L

03/05/25 2510056Dichloromethane (Methylene Chloride) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056trans-1,2-Dichloroethylene (t-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP10 ug/L

03/05/25 2510056Methyl tert-Butyl Ether NDEPA 524.2 03/04/25 3.0 HDSP13 ug/L

03/05/25 25100561,1-Dichloroethane (1,1-DCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056cis-1,2-Dichloroethylene (c-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 2510056Chloroform (Trichloromethane) NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Carbon Tetrachloride NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 25100561,1,1-Trichloroethane (1,1,1-TCA) NDEPA 524.2 03/04/25 0.50 HDSP200 ug/L

03/05/25 2510056Benzene NDEPA 524.2 03/04/25 0.50 HDSP1 ug/L

03/05/25 25100561,2-Dichloroethane (1,2-DCA) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichloroethylene (TCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25B2557-03 (Water) 02/26/25  14:10 RCSample Date: Sampler:

MCLRep. Limit Qualifier

Volatile Organic Analyses

03/05/25 25100561,2-Dichloropropane NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Bromodichloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Toluene NDEPA 524.2 03/04/25 0.50 HDSP150 ug/L

03/05/25 2510056Tetrachloroethylene (PCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,1,2-Trichloroethane (1,1,2-TCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Dibromochloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Monochlorobenzene (Chlorobenzene) NDEPA 524.2 03/04/25 0.50 HDSP70 ug/L

03/05/25 2510056Ethyl Benzene NDEPA 524.2 03/04/25 0.50 HDSP300 ug/L

03/05/25 2510056cis-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056m,p-Xylene NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056o-Xylene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056trans-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056Styrene NDEPA 524.2 03/04/25 0.50 HDSP100 ug/L

03/05/25 2510056Bromoform NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 25100561,1,2,2-Tetrachloroethane NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 25100561,4-Dichlorobenzene (p-DCB) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,2-Dichlorobenzene (o-DCB) NDEPA 524.2 03/04/25 0.50 HDSP600 ug/L

03/05/25 25100561,2,4-Trichlorobenzene NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Total 1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Total Trihalomethanes (TTHM) NDEPA 524.2 03/04/25 1.0 HDSP80 ug/L

03/05/25 2510056Total Xylenes (m,p & o) NDEPA 524.2 03/04/25 0.50 HDSP1750 ug/L

251005603/05/25 94 % 03/04/25 HDSPEPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

251005603/05/25 98 % 03/04/25 HDSPEPA 524.2Surrogate: Bromofluorobenzene
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25D2216-03 (Water) 04/25/25   7:58 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

290 251923905/09/25 Aluminum (Al) EPA 200.7 05/09/25 50 200 ug/L

05/07/25 2519101Antimony (Sb) NDEPA 200.8 05/07/25 6.0 6 ug/L

320 251923905/09/25 Iron (Fe) EPA 200.7 05/09/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

05/04/25 2518228Ethylene Dibromide (EDB) NDEPA 504.1 05/03/25 0.020 0.05 ug/L

05/04/25 2518228Dibromochloropropane (DBCP) NDEPA 504.1 05/03/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

05/03/25 25181801,2,3-Trichloropropane NDSRL 

524M-TCP

05/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

05/27/25 2520025Endrin NDEPA 508.1 05/02/25 0.10 2 ug/L

05/27/25 2520025Lindane (gamma-BHC) NDEPA 508.1 05/02/25 0.20 0.2 ug/L

05/27/25 2520025Methoxychlor NDEPA 508.1 05/02/25 10 30 ug/L

05/27/25 2520025Toxaphene NDEPA 508.1 05/02/25 1.0 3 ug/L

05/27/25 2520025Chlordane NDEPA 508.1 05/02/25 0.10 0.1 ug/L

05/27/25 2520025Heptachlor NDEPA 508.1 05/02/25 0.010 0.01 ug/L

05/27/25 2520025Heptachlor Epoxide NDEPA 508.1 05/02/25 0.010 0.01 ug/L

05/27/25 2520025Hexachlorobenzene NDEPA 508.1 05/02/25 0.50 1 ug/L

05/27/25 2520025Hexachlorocyclopentadiene NDEPA 508.1 05/02/25 1.0 50 ug/L

05/27/25 2520025Polychlorinated Biphenyls (PCBs) NDEPA 508.1 05/02/25 0.50 0.5 ug/L

252002505/27/25 103 % 05/02/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

05/15/25 2519156Dalapon NDEPA 515.4 05/08/25 10 200 ug/L

05/15/25 25191562,4,5-TP (SILVEX) NDEPA 515.4 05/08/25 1.0 50 ug/L

05/15/25 2519156Bentazon (BASAGRAN) NDEPA 515.4 05/08/25 2.0 18 ug/L

05/15/25 2519156Picloram NDEPA 515.4 05/08/25 1.0 500 ug/L

05/15/25 25191562,4-D NDEPA 515.4 05/08/25 10 70 ug/L

05/15/25 2519156Pentachlorophenol (PCP) NDEPA 515.4 05/08/25 0.20 1 ug/L

05/15/25 2519156Dinoseb (DNBP) NDEPA 515.4 05/08/25 2.0 7 ug/L

251915605/15/25 96 % 05/08/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

05/17/25 2519089Alachlor (ALANEX) NDEPA 525.2 05/06/25 1.0 2 ug/L

05/17/25 2519089Atrazine (AATREX) NDEPA 525.2 05/06/25 0.50 1 ug/L

05/17/25 2519089Benzo(a)pyrene NDEPA 525.2 05/06/25 0.10 0.2 ug/L

05/17/25 2519089Diethylhexylphthalate (DEHP) NDEPA 525.2 05/06/25 3.0 4 ug/L

05/17/25 2519089Di(2-ethylhexyl) adipate NDEPA 525.2 05/06/25 5.0 400 ug/L

05/17/25 2519089Molinate (ORDRAM) NDEPA 525.2 05/06/25 2.0 20 ug/L

05/17/25 2519089Simazine (PRINCEP) NDEPA 525.2 05/06/25 1.0 4 ug/L

05/17/25 2519089Thiobencarb (BOLERO) NDEPA 525.2 05/06/25 1.0 70 ug/L

251908905/17/25 106 % 05/06/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

251908905/17/25 76 % 05/06/25 EPA 525.2Surrogate: Perylene-d12
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25D2216-03 (Water) 04/25/25   7:58 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

251908905/17/25 86 % 05/06/25 EPA 525.2Surrogate: Triphenylphosphate

05/07/25 2519043Oxamyl (VYDATE) NDEPA 531.1 05/06/25 20 50 ug/L

05/07/25 2519043Carbofuran (FURADAN) NDEPA 531.1 05/06/25 5.0 18 ug/L

05/05/25 2519011Glyphosate NDEPA 547 05/05/25 25 700 ug/L

05/07/25 2518161Endothall NDEPA 548.1 05/01/25 45 100 ug/L

05/13/25 2518173Diquat NDEPA 549.2 05/01/25 4.0 20 ug/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25D2216-04 (Water) 04/24/25  12:35 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

77 251923905/09/25 Aluminum (Al) EPA 200.7 05/09/25 50 200 ug/L

05/07/25 2519101Antimony (Sb) NDEPA 200.8 05/07/25 6.0 6 ug/L

05/09/25 2519239Iron (Fe) NDEPA 200.7 05/09/25 100 300 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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East High Line

25D2216 4/29/2025

5/2/2025

5/2/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

EPA Method 1613

Client Sample ID:

Project ID: Ceres Sample ID: 19430-003 Date Received:

Date Collected: 4/24/2025 Matrix: Drinking Water Date Analyzed:

QC Batch #: 3479 Date Extracted:

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 7:58 Sample Size: 1.012

2,3,7,8-TCDD 2.71 4.10 4.94 13C-2378-TCDD 80.6 31-137

CRS

37Cl4-2378-TCDD 112.0 42-164

EMPC - Estimated Maximum Possible Concentration due to ion abundance

(a) - Lower control limit - Upper control limit

             ratio failure.
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25G2158-03 (Water) 07/25/25   7:51 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

330 253211008/06/25 Aluminum (Al) EPA 200.7 08/06/25 50 200 ug/L

400 253211008/06/25 Iron (Fe) EPA 200.7 08/06/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

08/08/25 2532147Ethylene Dibromide (EDB) NDEPA 504.1 08/07/25 0.020 0.05 ug/L

08/08/25 2532147Dibromochloropropane (DBCP) NDEPA 504.1 08/07/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

08/02/25 25311861,2,3-Trichloropropane NDSRL 

524M-TCP

08/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

08/26/25 2533010Endrin NDEPA 508.1 08/06/25 0.10 2 ug/L

08/26/25 2533010Lindane (gamma-BHC) NDEPA 508.1 08/06/25 0.20 0.2 ug/L

08/26/25 2533010Methoxychlor NDEPA 508.1 08/06/25 10 30 ug/L

08/26/25 2533010Toxaphene NDEPA 508.1 08/06/25 1.0 3 ug/L

08/26/25 2533010Chlordane NDEPA 508.1 08/06/25 0.10 0.1 ug/L

08/26/25 2533010Heptachlor NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Heptachlor Epoxide NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Hexachlorobenzene NDEPA 508.1 08/06/25 0.50 1 ug/L

08/26/25 2533010Hexachlorocyclopentadiene NDEPA 508.1 08/06/25 1.0 50 ug/L

08/26/25 2533010Polychlorinated Biphenyls (PCBs) NDEPA 508.1 08/06/25 0.50 0.5 ug/L

253301008/26/25 129 % 08/06/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

08/18/25 2532142Dalapon NDEPA 515.4 08/07/25 10 200 ug/L

08/18/25 25321422,4,5-TP (SILVEX) NDEPA 515.4 08/07/25 1.0 50 ug/L

08/18/25 2532142Bentazon (BASAGRAN) NDEPA 515.4 08/07/25 2.0 18 ug/L

08/18/25 2532142Picloram NDEPA 515.4 08/07/25 1.0 500 ug/L

08/18/25 25321422,4-D NDEPA 515.4 08/07/25 10 70 ug/L

08/18/25 2532142Pentachlorophenol (PCP) NDEPA 515.4 08/07/25 0.20 1 ug/L

08/18/25 2532142Dinoseb (DNBP) NDEPA 515.4 08/07/25 2.0 7 ug/L

253214208/18/25 71 % 08/07/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

08/18/25 2533261Alachlor (ALANEX) NDEPA 525.2 08/04/25 1.0 2 ug/L

08/18/25 2533261Atrazine (AATREX) NDEPA 525.2 08/04/25 0.50 1 ug/L

08/18/25 2533261Benzo(a)pyrene NDEPA 525.2 08/04/25 0.10 0.2 ug/L

08/18/25 2533261Diethylhexylphthalate (DEHP) NDEPA 525.2 08/04/25 3.0 4 ug/L

08/18/25 2533261Di(2-ethylhexyl) adipate NDEPA 525.2 08/04/25 5.0 400 ug/L

08/18/25 2533261Molinate (ORDRAM) NDEPA 525.2 08/04/25 2.0 20 ug/L

08/18/25 2533261Simazine (PRINCEP) NDEPA 525.2 08/04/25 1.0 4 ug/L

08/18/25 2533261Thiobencarb (BOLERO) NDEPA 525.2 08/04/25 1.0 70 ug/L

253326108/18/25 111 % 08/04/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

253326108/18/25 91 % 08/04/25 EPA 525.2Surrogate: Perylene-d12

253326108/18/25 96 % 08/04/25 EPA 525.2Surrogate: Triphenylphosphate
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Line 25G2158-03 (Water) 07/25/25   7:51 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

08/12/25 2533002Oxamyl (VYDATE) NDEPA 531.1 08/10/25 20 50 ug/L

08/12/25 2533002Carbofuran (FURADAN) NDEPA 531.1 08/10/25 5.0 18 ug/L

08/05/25 2532060Glyphosate NDEPA 547 08/05/25 25 700 ug/L

07/31/25 2531072Endothall NDEPA 548.1 07/29/25 45 100 ug/L

08/14/25 2531150Diquat NDEPA 549.2 07/31/25 4.0 20 ug/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25G2158-04 (Water) 07/24/25  11:44 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

91 253211008/06/25 Aluminum (Al) EPA 200.7 08/06/25 50 200 ug/L

08/06/25 2532110Iron (Fe) NDEPA 200.7 08/06/25 100 300 ug/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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East High Line

25G2158 7/30/2024

8/5/2025

8/6/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

             ratio failure.

(a) - Lower control limit - Upper control limit

EMPC - Estimated Maximum Possible Concentration due to ion abundance

92.7 42-164

CRS

37Cl4-2378-TCDD

13C-2378-TCDD 66.8 31-1372,3,7,8-TCDD 3.12 2.46 4.94

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 7:51 Sample Size: 1.013

QC Batch #: 3556 Date Extracted:

Date Collected: 7/24/2025 Matrix: Drinking Water Date Analyzed:

EPA Method 1613

Client Sample ID:

Project ID: Ceres Sample ID: 19808-003 Date Received:
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

10/30/25 17:10

25J3044

Reported:

Received:

11/21/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Lane 25J3044-03 (Water) 10/29/25  12:50 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Physical Analyses

15.0 254419610/30/25 Apparent Color SM 2120BM 10/30/25 3.0 15 Color Units

1 254419610/30/25 Odor Threshold EPA 140.1-M 10/30/25 1 3 TON

17 254419610/30/25 Turbidity EPA 180.1 10/30/25 0.20 5 NTU

General Chemical Analyses

150 254420011/06/25 Alkalinity, Total (as CaCO3) SM 2320 B 11/06/25 5.0 mg/L

180 254420011/06/25 Bicarbonate (HCO3) SM 2320 B 11/06/25 5.0 mg/L

11/06/25 2544200Carbonate (CO3) NDSM 2320B 11/06/25 5.0 mg/L

130 254419910/31/25 Chloride (Cl) EPA 300.0 10/31/25 1.0 500 mg/L

1200 254420011/06/25 Specific Conductance (E.C.) at 25°C SM 2510B 11/06/25 2.0 1600 umho/cm at 

25°C

0.45 254419910/31/25 Fluoride (F) EPA 300.0 10/31/25 0.10 2 mg/L

11/06/25 2544200Hydroxide (OH) NDSM 2320B 11/06/25 5.0 mg/L

10/31/25 2544181MBAS NDSM 5540C 10/31/25 0.10 0.5 mg/L LAS, 

mol wt 342

8.4 254420011/06/25 pH (Lab) SM 4500HB 10/31/25 pH Units

18.3 254420011/06/25 Temp. (C) SM 4500 HB 10/31/25 °C

280 254419910/31/25 Sulfate (SO4) EPA 300.0 10/31/25 0.50 500 mg/L

710 254500911/05/25 Total Filterable Residue/TDS SM 2540C 11/03/25 5.0 1000 mg/L

Metals

160 254508811/05/25 Aluminum (Al) EPA 200.7 11/05/25 50 200 ug/L

160 254508811/05/25 Boron (B) EPA 200.7 11/05/25 100 ug/L

84 254504411/04/25 Calcium (Ca) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Copper (Cu) NDEPA 200.7 11/05/25 50 1000 ug/L

150 254508811/05/25 Iron (Fe) EPA 200.7 11/05/25 100 300 ug/L

29 254504411/04/25 Magnesium (Mg) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Manganese (Mn) NDEPA 200.7 11/05/25 20 50 ug/L

5.3 254504411/04/25 Potassium (K) EPA 200.7 11/04/25 1.0 mg/L

11/06/25 2545098Silver (Ag) NDEPA 200.8 11/06/25 10 100 ug/L

120 254504411/04/25 Sodium (Na) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Zinc (Zn) NDEPA 200.7 11/05/25 50 5000 ug/L

Calculated Analysis

330 [CALC]11/04/25 Hardness, Total (as CaCO3) Calculated 11/04/25 6.6 mg/L

12.5 [CALC]11/06/25 Total Anions Calculated 11/04/25 meq/L

11.9 [CALC]11/04/25 Total Cations Calculated 11/04/25 meq/L

4.3 [CALC]11/06/25 % difference Calculated 11/04/25 

Radiochemistry Analyses

4.1 254507211/18/25 Gross Alpha SM 7110C 11/04/25 3.0 15 pCi/L

0.71 254507211/18/25 Gross Alpha Counting Error SM 7110C 11/04/25 pCi/L

0.47 254507211/18/25 Gross Alpha Min Det Activity SM 7110C 11/04/25 pCi/L

2.9 254520011/07/25 Uranium EPA 200.8 11/07/25 1.0 20 pCi/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals/ Reample

Work Order:

11/06/25 11:30

25K0115

Reported:

Received:

11/11/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25K0115-01 (Water) 11/05/25   8:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25K0115-02 (Water) 11/05/25   8:35 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545156MBAS NDSM 5540C 11/06/25 0.10 0.5 mg/L LAS, 

mol wt 342

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Lane 25K0115-03 (Water) 11/05/25   7:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25K0115-04 (Water) 11/05/25  11:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25B2557-01 (Water) 02/26/25  15:05 RCSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

03/10/25 2510077Cyanide (CN) NDSM4500CNF 03/10/25 100 150 ug/L

0.31 250912202/28/25 Fluoride (F) EPA 300.0 02/28/25 0.10 2 mg/L

0.40 250912202/28/25 Nitrate as N (NO3-N) EPA 300.0 02/28/25 0.40 10 mg/L

0.40 250912202/28/25 Nitrate + Nitrite (as N) EPA 300.0 02/28/25 0.40 10 mg/L

02/28/25 2509122Nitrite as N (NO2-N) NDEPA 300.0 02/28/25 0.40 1 mg/L

03/19/25 2512135Perchlorate (ClO4) NDEPA 314.0 03/19/25 1.0 6 ug/L

Metals

770 251004403/04/25 Aluminum (Al) EPA 200.7 03/04/25 50 200 ug/L

9.3 251021303/07/25 Antimony (Sb) EPA 200.8 03/07/25 6.0 6 ug/L

2.1 251021303/07/25 Arsenic (As) EPA 200.8 03/07/25 2.0 10 ug/L

110 251004403/04/25 Barium (Ba) EPA 200.7 03/04/25 100 1000 ug/L

03/07/25 2510213Beryllium (Be) NDEPA 200.8 03/07/25 1.0 4 ug/L

03/07/25 2510213Cadmium (Cd) NDEPA 200.8 03/07/25 1.0 5 ug/L

03/07/25 2510213Chromium (Total Cr) NDEPA 200.8 03/07/25 10 50 ug/L

690 251004403/04/25 Iron (Fe) EPA 200.7 03/04/25 100 300 ug/L

03/07/25 2510213Lead (Pb) NDEPA 200.8 03/07/25 5.0 ug/L

03/11/25 2511049Mercury (Hg) NDEPA 200.8 03/11/25 1.0 2 ug/L

03/07/25 2510213Nickel (Ni) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Selenium (Se) NDEPA 200.8 03/07/25 5.0 50 ug/L

03/07/25 2510213Silver (Ag) NDEPA 200.8 03/07/25 10 100 ug/L

03/07/25 2510213Thallium (Tl) NDEPA 200.8 03/07/25 1.0 2 ug/L

4.2 251021303/07/25 Vanadium (V) EPA 200.8 03/07/25 3.0 ug/L

Volatile Organic Analyses

03/05/25 2510056Vinyl Chloride (VC) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichlorofluoromethane (FREON 11) NDEPA 524.2 03/04/25 5.0 HDSP150 ug/L

03/05/25 25100561,1-Dichloroethylene (1,1-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 25100561,1,2-Trichloro-1,2,2-trifluoroethane NDEPA 524.2 03/04/25 10 HDSP1200 ug/L

03/05/25 2510056Dichloromethane (Methylene Chloride) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056trans-1,2-Dichloroethylene (t-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP10 ug/L

03/05/25 2510056Methyl tert-Butyl Ether NDEPA 524.2 03/04/25 3.0 HDSP13 ug/L

03/05/25 25100561,1-Dichloroethane (1,1-DCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056cis-1,2-Dichloroethylene (c-1,2-DCE) NDEPA 524.2 03/04/25 0.50 HDSP6 ug/L

03/05/25 2510056Chloroform (Trichloromethane) NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Carbon Tetrachloride NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 25100561,1,1-Trichloroethane (1,1,1-TCA) NDEPA 524.2 03/04/25 0.50 HDSP200 ug/L

03/05/25 2510056Benzene NDEPA 524.2 03/04/25 0.50 HDSP1 ug/L

03/05/25 25100561,2-Dichloroethane (1,2-DCA) NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Trichloroethylene (TCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,2-Dichloropropane NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

02/27/25 16:00

25B2557

Reported:

Received:

03/20/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25B2557-01 (Water) 02/26/25  15:05 RCSample Date: Sampler:

MCLRep. Limit Qualifier

Volatile Organic Analyses

03/05/25 2510056Bromodichloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Toluene NDEPA 524.2 03/04/25 0.50 HDSP150 ug/L

03/05/25 2510056Tetrachloroethylene (PCE) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,1,2-Trichloroethane (1,1,2-TCA) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Dibromochloromethane NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056Monochlorobenzene (Chlorobenzene) NDEPA 524.2 03/04/25 0.50 HDSP70 ug/L

03/05/25 2510056Ethyl Benzene NDEPA 524.2 03/04/25 0.50 HDSP300 ug/L

03/05/25 2510056m,p-Xylene NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 2510056cis-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056trans-1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056o-Xylene NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 2510056Styrene NDEPA 524.2 03/04/25 0.50 HDSP100 ug/L

03/05/25 2510056Bromoform NDEPA 524.2 03/04/25 1.0 HDSPug/L

03/05/25 25100561,1,2,2-Tetrachloroethane NDEPA 524.2 03/04/25 0.50 HDSPug/L

03/05/25 25100561,4-Dichlorobenzene (p-DCB) NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 25100561,2-Dichlorobenzene (o-DCB) NDEPA 524.2 03/04/25 0.50 HDSP600 ug/L

03/05/25 25100561,2,4-Trichlorobenzene NDEPA 524.2 03/04/25 0.50 HDSP5 ug/L

03/05/25 2510056Total 1,3-Dichloropropene NDEPA 524.2 03/04/25 0.50 HDSP0.5 ug/L

03/05/25 2510056Total Trihalomethanes (TTHM) NDEPA 524.2 03/04/25 1.0 HDSP80 ug/L

03/05/25 2510056Total Xylenes (m,p & o) NDEPA 524.2 03/04/25 0.50 HDSP1750 ug/L

251005603/05/25 93 % 03/04/25 HDSPEPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

251005603/05/25 95 % 03/04/25 HDSPEPA 524.2Surrogate: Bromofluorobenzene
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25D2216-01 (Water) 04/24/25   7:35 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

580 251923905/09/25 Aluminum (Al) EPA 200.7 05/09/25 50 200 ug/L

05/07/25 2519101Antimony (Sb) NDEPA 200.8 05/07/25 6.0 6 ug/L

550 251923905/09/25 Iron (Fe) EPA 200.7 05/09/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

05/04/25 2518228Ethylene Dibromide (EDB) NDEPA 504.1 05/03/25 0.020 0.05 ug/L

05/04/25 2518228Dibromochloropropane (DBCP) NDEPA 504.1 05/03/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

05/02/25 25181801,2,3-Trichloropropane NDSRL 

524M-TCP

05/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

05/19/25 2518108Endrin NDEPA 508.1 04/28/25 0.10 2 ug/L

05/19/25 2518108Lindane (gamma-BHC) NDEPA 508.1 04/28/25 0.20 0.2 ug/L

05/19/25 2518108Methoxychlor NDEPA 508.1 04/28/25 10 30 ug/L

05/19/25 2518108Toxaphene NDEPA 508.1 04/28/25 1.0 3 ug/L

05/19/25 2518108Chlordane NDEPA 508.1 04/28/25 0.10 0.1 ug/L

05/19/25 2518108Heptachlor NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Heptachlor Epoxide NDEPA 508.1 04/28/25 0.010 0.01 ug/L

05/19/25 2518108Hexachlorobenzene NDEPA 508.1 04/28/25 0.50 1 ug/L

05/19/25 2518108Hexachlorocyclopentadiene NDEPA 508.1 04/28/25 1.0 50 ug/L

05/19/25 2518108Polychlorinated Biphenyls (PCBs) NDEPA 508.1 04/28/25 0.50 0.5 ug/L

251810805/19/25 89 % 04/28/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

05/15/25 2519156Dalapon NDEPA 515.4 05/08/25 10 200 ug/L

05/15/25 25191562,4,5-TP (SILVEX) NDEPA 515.4 05/08/25 1.0 50 ug/L

05/15/25 2519156Bentazon (BASAGRAN) NDEPA 515.4 05/08/25 2.0 18 ug/L

05/15/25 2519156Picloram NDEPA 515.4 05/08/25 1.0 500 ug/L

05/15/25 25191562,4-D NDEPA 515.4 05/08/25 10 70 ug/L

05/15/25 2519156Pentachlorophenol (PCP) NDEPA 515.4 05/08/25 0.20 1 ug/L

05/15/25 2519156Dinoseb (DNBP) NDEPA 515.4 05/08/25 2.0 7 ug/L

251915605/15/25 127 % 05/08/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

05/17/25 2519089Alachlor (ALANEX) NDEPA 525.2 05/06/25 1.0 2 ug/L

05/17/25 2519089Atrazine (AATREX) NDEPA 525.2 05/06/25 0.50 1 ug/L

05/17/25 2519089Benzo(a)pyrene NDEPA 525.2 05/06/25 0.10 0.2 ug/L

3.7 251908905/17/25 Diethylhexylphthalate (DEHP) EPA 525.2 05/06/25 3.0 4 ug/L

05/17/25 2519089Di(2-ethylhexyl) adipate NDEPA 525.2 05/06/25 5.0 400 ug/L

05/17/25 2519089Molinate (ORDRAM) NDEPA 525.2 05/06/25 2.0 20 ug/L

05/17/25 2519089Simazine (PRINCEP) NDEPA 525.2 05/06/25 1.0 4 ug/L

05/17/25 2519089Thiobencarb (BOLERO) NDEPA 525.2 05/06/25 1.0 70 ug/L

251908905/17/25 105 % 05/06/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

251908905/17/25 90 % 05/06/25 EPA 525.2Surrogate: Perylene-d12
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

04/25/25 13:50

25D2216

Reported:

Received:

05/28/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25D2216-01 (Water) 04/24/25   7:35 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

251908905/17/25 100 % 05/06/25 EPA 525.2Surrogate: Triphenylphosphate

05/22/25 2520205Oxamyl (VYDATE) NDEPA 531.1 05/16/25 20 50 ug/L

05/22/25 2520205Carbofuran (FURADAN) NDEPA 531.1 05/16/25 5.0 18 ug/L

05/05/25 2519011Glyphosate NDEPA 547 05/05/25 25 700 ug/L

05/06/25 2518068Endothall NDEPA 548.1 04/29/25 45 100 ug/L

05/08/25 2518095Diquat NDEPA 549.2 04/30/25 4.0 20 ug/L
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Westside Main

25D2216 4/29/2025

5/2/2025

5/2/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

Project ID: Ceres Sample ID: 19430-001 Date Received:

EPA Method 1613

Client Sample ID:

Date Collected: 4/24/2025 Matrix: Drinking Water Date Analyzed:

QC Batch #: 3479 Date Extracted:

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 7:35 Sample Size: 1.014

31-13713C-2378-TCDD 75.62,3,7,8-TCDD 4.10 4.934.17

99.3 42-164

CRS

37Cl4-2378-TCDD

EMPC - Estimated Maximum Possible Concentration due to ion abundance

             ratio failure.

(a) - Lower control limit - Upper control limit
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25G2158-01 (Water) 07/24/25   7:30 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Metals

930 253211008/06/25 Aluminum (Al) EPA 200.7 08/06/25 50 200 ug/L

910 253211008/06/25 Iron (Fe) EPA 200.7 08/06/25 100 300 ug/L

Semi-Volatile Organic Analyses / EPA 504

08/08/25 2532147Ethylene Dibromide (EDB) NDEPA 504.1 08/07/25 0.020 0.05 ug/L

08/08/25 2532147Dibromochloropropane (DBCP) NDEPA 504.1 08/07/25 0.010 0.2 ug/L

Synthetic Organic Analyses / 1,2,3-TCP

08/02/25 25311861,2,3-Trichloropropane NDSRL 

524M-TCP

08/01/25 0.0050 0.005 ug/L

Synthetic Organic Analyses

08/26/25 2533010Endrin NDEPA 508.1 08/06/25 0.10 2 ug/L

08/26/25 2533010Lindane (gamma-BHC) NDEPA 508.1 08/06/25 0.20 0.2 ug/L

08/26/25 2533010Methoxychlor NDEPA 508.1 08/06/25 10 30 ug/L

08/26/25 2533010Toxaphene NDEPA 508.1 08/06/25 1.0 3 ug/L

08/26/25 2533010Chlordane NDEPA 508.1 08/06/25 0.10 0.1 ug/L

08/26/25 2533010Heptachlor NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Heptachlor Epoxide NDEPA 508.1 08/06/25 0.010 0.01 ug/L

08/26/25 2533010Hexachlorobenzene NDEPA 508.1 08/06/25 0.50 1 ug/L

08/26/25 2533010Hexachlorocyclopentadiene NDEPA 508.1 08/06/25 1.0 50 ug/L

08/26/25 2533010Polychlorinated Biphenyls (PCBs) NDEPA 508.1 08/06/25 0.50 0.5 ug/L

253301008/26/25 111 % 08/06/25 EPA 508.1Surrogate: 4-4'-Dichlorobiphenyl

08/08/25 2531165Dalapon NDEPA 515.4 08/03/25 10 200 ug/L

08/08/25 25311652,4,5-TP (SILVEX) NDEPA 515.4 08/03/25 1.0 50 ug/L

08/08/25 2531165Bentazon (BASAGRAN) NDEPA 515.4 08/03/25 2.0 18 ug/L

08/08/25 2531165Picloram NDEPA 515.4 08/03/25 1.0 500 ug/L

08/08/25 25311652,4-D NDEPA 515.4 08/03/25 10 70 ug/L

08/08/25 2531165Pentachlorophenol (PCP) NDEPA 515.4 08/03/25 0.20 1 ug/L

08/08/25 2531165Dinoseb (DNBP) NDEPA 515.4 08/03/25 2.0 7 ug/L

253116508/08/25 91 % 08/03/25 EPA 515.4Surrogate: 2,4-Dichlorophenylacetic acid

08/18/25 2533261Alachlor (ALANEX) NDEPA 525.2 08/04/25 1.0 2 ug/L

08/18/25 2533261Atrazine (AATREX) NDEPA 525.2 08/04/25 0.50 1 ug/L

08/18/25 2533261Benzo(a)pyrene NDEPA 525.2 08/04/25 0.10 0.2 ug/L

08/18/25 2533261Diethylhexylphthalate (DEHP) NDEPA 525.2 08/04/25 3.0 4 ug/L

08/18/25 2533261Di(2-ethylhexyl) adipate NDEPA 525.2 08/04/25 5.0 400 ug/L

08/18/25 2533261Molinate (ORDRAM) NDEPA 525.2 08/04/25 2.0 20 ug/L

08/18/25 2533261Simazine (PRINCEP) NDEPA 525.2 08/04/25 1.0 4 ug/L

08/18/25 2533261Thiobencarb (BOLERO) NDEPA 525.2 08/04/25 1.0 70 ug/L

253326108/18/25 106 % 08/04/25 EPA 525.2Surrogate: 1,3-dimethyl-2-nitrobenzene

253326108/18/25 91 % 08/04/25 EPA 525.2Surrogate: Perylene-d12

253326108/18/25 95 % 08/04/25 EPA 525.2Surrogate: Triphenylphosphate
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals, July Q3

Work Order:

07/25/25 13:15

25G2158

Reported:

Received:

08/26/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25G2158-01 (Water) 07/24/25   7:30 Bryan BlowneySample Date: Sampler:

MCLRep. Limit Qualifier

Synthetic Organic Analyses

08/12/25 2533002Oxamyl (VYDATE) NDEPA 531.1 08/10/25 20 50 ug/L

08/12/25 2533002Carbofuran (FURADAN) NDEPA 531.1 08/10/25 5.0 18 ug/L

08/01/25 2531166Glyphosate NDEPA 547 08/01/25 25 700 ug/L

07/29/25 2531008Endothall NDEPA 548.1 07/27/25 45 100 ug/L

08/14/25 2531107Diquat NDEPA 549.2 07/30/25 4.0 20 ug/L
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Westside Main

25G2158 7/30/2024

8/5/2025

8/6/2025

L

Analyte

ND <

Analyst: JMH Reviewed by: BS

(a) - Lower control limit - Upper control limit

             ratio failure.

EMPC - Estimated Maximum Possible Concentration due to ion abundance

CRS

37Cl4-2378-TCDD 79.2 42-164

2,3,7,8-TCDD 2.46 4.881.90 31-13713C-2378-TCDD 82.7

Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers

Time Collected: 7:30 Sample Size: 1.025

QC Batch #: 3556 Date Extracted:

Date Collected: 7/24/2025 Matrix: Drinking Water Date Analyzed:

Project ID: Ceres Sample ID: 19808-001 Date Received:

EPA Method 1613

Client Sample ID:
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

10/30/25 17:10

25J3044

Reported:

Received:

11/21/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25J3044-01 (Water) 10/29/25  13:50 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Physical Analyses

10.0 254419610/30/25 Apparent Color SM 2120BM 10/30/25 3.0 15 Color Units

1 254419610/30/25 Odor Threshold EPA 140.1-M 10/30/25 1 3 TON

26 254419610/30/25 Turbidity EPA 180.1 10/30/25 0.30 5 NTU

General Chemical Analyses

150 254420011/06/25 Alkalinity, Total (as CaCO3) SM 2320 B 11/06/25 5.0 mg/L

150 254420011/06/25 Bicarbonate (HCO3) SM 2320 B 11/06/25 5.0 mg/L

13 254420011/06/25 Carbonate (CO3) SM 2320B 11/06/25 5.0 mg/L

120 254419910/31/25 Chloride (Cl) EPA 300.0 10/31/25 1.0 500 mg/L

1100 254420011/06/25 Specific Conductance (E.C.) at 25°C SM 2510B 11/06/25 2.0 1600 umho/cm at 

25°C

0.39 254419910/31/25 Fluoride (F) EPA 300.0 10/31/25 0.10 2 mg/L

11/06/25 2544200Hydroxide (OH) NDSM 2320B 11/06/25 5.0 mg/L

10/31/25 2544181MBAS NDSM 5540C 10/31/25 0.10 0.5 mg/L LAS, 

mol wt 342

8.5 254420011/06/25 pH (Lab) SM 4500HB 10/31/25 pH Units

18.3 254420011/06/25 Temp. (C) SM 4500 HB 10/31/25 °C

270 254419910/31/25 Sulfate (SO4) EPA 300.0 10/31/25 0.50 500 mg/L

670 254500911/05/25 Total Filterable Residue/TDS SM 2540C 11/03/25 5.0 1000 mg/L

Metals

350 254508811/05/25 Aluminum (Al) EPA 200.7 11/05/25 50 200 ug/L

11/06/25 2545098Antimony (Sb) NDEPA 200.8 11/06/25 6.0 6 ug/L

140 254508811/05/25 Boron (B) EPA 200.7 11/05/25 100 ug/L

81 254504411/04/25 Calcium (Ca) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Copper (Cu) NDEPA 200.7 11/05/25 50 1000 ug/L

330 254508811/05/25 Iron (Fe) EPA 200.7 11/05/25 100 300 ug/L

28 254504411/04/25 Magnesium (Mg) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Manganese (Mn) NDEPA 200.7 11/05/25 20 50 ug/L

5.1 254504411/04/25 Potassium (K) EPA 200.7 11/04/25 1.0 mg/L

11/06/25 2545098Silver (Ag) NDEPA 200.8 11/06/25 10 100 ug/L

110 254504411/04/25 Sodium (Na) EPA 200.7 11/04/25 1.0 mg/L

11/05/25 2545088Zinc (Zn) NDEPA 200.7 11/05/25 50 5000 ug/L

Calculated Analysis

320 [CALC]11/04/25 Hardness, Total (as CaCO3) Calculated 11/04/25 6.6 mg/L

11.9 [CALC]11/06/25 Total Anions Calculated 11/04/25 meq/L

11.3 [CALC]11/04/25 Total Cations Calculated 11/04/25 meq/L

5.6 [CALC]11/06/25 % difference Calculated 11/04/25 

Radiochemistry Analyses

4.1 254507211/18/25 Gross Alpha SM 7110C 11/04/25 3.0 15 pCi/L

0.77 254507211/18/25 Gross Alpha Counting Error SM 7110C 11/04/25 pCi/L

0.54 254507211/18/25 Gross Alpha Min Det Activity SM 7110C 11/04/25 pCi/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals

Work Order:

10/30/25 17:10

25J3044

Reported:

Received:

11/21/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25J3044-01 (Water) 10/29/25  13:50 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

Radiochemistry Analyses

3.0 254520011/07/25 Uranium EPA 200.8 11/07/25 1.0 20 pCi/L
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Sub Project:

Project Manager:

Imperial Irrigation District

P.O  Box  937

Steve CharltonImperial CA, 92251

Project: Routine

IID 4 Main Canals/ Reample

Work Order:

11/06/25 11:30

25K0115

Reported:

Received:

11/11/25

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

ResultAnalyte BatchPrepared AnalyzedMethod Units

Westside Main 25K0115-01 (Water) 11/05/25   8:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

Central Main 25K0115-02 (Water) 11/05/25   8:35 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545156MBAS NDSM 5540C 11/06/25 0.10 0.5 mg/L LAS, 

mol wt 342

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

East High Lane 25K0115-03 (Water) 11/05/25   7:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

AAC Drop 4 25K0115-04 (Water) 11/05/25  11:00 R.CSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

11/06/25 2545137Nitrate as N (NO3-N) NDEPA 300.0 11/06/25 0.40 10 mg/L

11/06/25 2545137Nitrite as N (NO2-N) NDEPA 300.0 11/06/25 0.40 1 mg/L

Analyte NOT DETECTED at or above the reporting limitND

Isabel Navarro

Project Manager
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