CL-SB

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Imperial Irrigation District Project: Holtville, City of Work Order: 25D2231
P.O Box 937 Sub Project: Received:  04/25/25 13:00
Imperial CA, 92251 Project Manager: Steve Charlton Reported:  05/28/25
Pear Gate 30L 25D2231-01 (Ground Water) Sample Date:  04/24/25 12:54 Sampler: Bryan Blowney
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Semi-Volatile Organic Analyses / EPA 504

Ethylene Dibromide (EDB) EPA 504.1 ND 0.020 0.05 ug/L 05/03/25 05/04/25 2518228
Dibromochloropropane (DBCP) EPA 504.1 ND 0.010 0.2 ug/L 05/03/25 05/04/25 2518228
Synthetic Organic Analyses / 1,2,3-TCP
1,2,3-Trichloropropane SRL ND 0.0050 0.005 ug/L 05/01/25 05/03/25 2518180
524M-TCP

Synthetic Organic Analyses

Endrin EPA 508.1 ND 0.10 2 ug/L 05/02/25 05/27/25 2520025
Lindane (gamma-BHC) EPA 508.1 ND 0.20 0.2 ug/L 05/02/25 05/27/25 2520025
Methoxychlor EPA 508.1 ND 10 30 ug/L 05/02/25 05/27/25 2520025
Toxaphene EPA 508.1 ND 1.0 3 ug/L 05/02/25 05/27/25 2520025
Chlordane EPA 508.1 ND 0.10 0.1 ug/L 05/02/25 05/27/25 2520025
Heptachlor EPA 508.1 ND 0.010 0.01 ug/L 05/02/25 05/27/25 2520025
Heptachlor Epoxide EPA 508.1 ND 0.010 0.01 ug/L 05/02/25 05/27/25 2520025
Hexachlorobenzene EPA 508.1 ND 0.50 1 ug/L 05/02/25 05/27/25 2520025
Hexachlorocyclopentadiene EPA 508.1 ND 1.0 50 ug/L 05/02/25 05/27/25 2520025
Polychlorinated Biphenyls (PCBs) EPA 508.1 ND 0.50 0.5 ug/L 05/02/25 05/27/25 2520025
Surrogate: 4-4'-Dichlorobiphenyl EPA 508.1 75 % 05/02/25 05/27/25 2520025
Dalapon EPA 515.4 ND 10 200 ug/L 04/28/25 05/06/25 2518024
2,4,5-TP (SILVEX) EPA515.4 ND 1.0 50 ug/L 04/28/25 05/06/25 2518024
Bentazon (BASAGRAN) EPA 515.4 ND 2.0 18 ug/L 04/28/25 05/06/25 2518024
Picloram EPA515.4 ND 1.0 500 ug/L 04/28/25 05/06/25 2518024
2,4-D EPA 515.4 ND 10 70 ug/L 04/28/25 05/06/25 2518024
Pentachlorophenol (PCP) EPA515.4 ND 0.20 1 ug/L 04/28/25 05/06/25 2518024
Dinoseb (DNBP) EPA 515.4 ND 2.0 7 ug/L 04/28/25 05/06/25 2518024
Surrogate: 2,4-Dichlorophenylacetic acid EPA 5154 79 % 04/28/25 05/06/25 2518024
Alachlor (ALANEX) EPA 525.2 ND 1.0 2 ug/L 05/07/25 05/24/25 2520024
Atrazine (AATREX) EPA 525.2 ND 0.50 1 ug/L 05/07/25 05/24/25 2520024
Benzo(a)pyrene EPA 525.2 ND 0.10 0.2 ug/L 05/07/25 05/24/25 2520024
Diethylhexylphthalate (DEHP) EPA 525.2 ND 3.0 4 ug/L 05/07/25 05/24/25 2520024
Di(2-ethylhexyl) adipate EPA 525.2 ND 5.0 400 ug/L 05/07/25 05/24/25 2520024
Molinate (ORDRAM) EPA 525.2 ND 2.0 20 ug/L 05/07/25 05/24/25 2520024
Simazine (PRINCEP) EPA 525.2 ND 1.0 4 ug/L 05/07/25 05/24/25 2520024
Thiobencarb (BOLERO) EPA 525.2 ND 1.0 70 ug/L 05/07/25 05/24/25 2520024
Surrogate: 1,3-dimethyl-2-nitrobenzene EPA 525.2 99 % 05/07/25 05/24/25 2520024
Surrogate: Perylene-d12 EPA 525.2 93 % 05/07/25 05/24/25 2520024
Surrogate: Triphenylphosphate EPA 525.2 99 % 05/07/25 05/24/25 2520024
Oxamyl (VYDATE) EPA531.1 ND 20 50 ug/L 05/06/25 05/07/25 2519043
Carbofuran (FURADAN) EPA 531.1 ND 5.0 18 ug/L 05/06/25 05/07/25 2519043
Glyphosate EPA 547 ND 25 700 ug/L 05/05/25 05/05/25 2519011
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CL-SB

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Imperial Irrigation District Project: Holtville, City of Work Order: 25D2231
P.O Box 937 Sub Project: Received:  04/25/25 13:00
Imperial CA, 92251 Project Manager: Steve Charlton Reported:  05/28/25

Pear Gate 30L 25D2231-01 (Ground Water) Sample Date:  04/24/25 12:54 Sampler: Bryan Blowney
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Synthetic Organic Analyses

Endothall EPA 548.1 ND 45 100 ug/L 04/29/25 05/06/25 2518068
Diquat EPA 549.2 ND 4.0 20 ug/L 04/28/25 05/08/25 2518045
ND Analyte NOT DETECTED at or above the reporting limit

Y=<

Isabel Navarro

Project Manager
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CERES Analytical Laboratory, Inc.

1919 Windplay Dr: Suite 1, El Dorado Hills, CA 95762

May 6, 2025 Ceres ID: 19441

Clinical Laboratory of San Bernardino
21881 Barton Road
Grand Terrace, CA 92313

The following report contains the results for the one drinking water sample received
on April 29, 2025. This sample was analyzed for 2,3,7,8-TCDD by EPA method
1613. Routine turn-around time was provided for this work.

This work was authorized under your Subcontract Order # 25D2231.

Continuing Calibration Verification (CCV) Requirements
All associated calibration verification standard(s) (CCV) met the acceptance criteria.

The report consists of a Cover Letter, Sample Inventory (Section I), Data Summary
(Section II), Sample Tracking (Section VI), and Qualifiers/Abbreviations (Section
VII). Raw Data (Section III), Continuing Calibration (Section IV), and Initial
Calibration (Section V) are available in a full report (.pdf format) upon request.

If you have any questions regarding this report, please feel free to contact me at
(916)932-5011.

Sincerely,

[Lorrto=

James M. Hedin
Director of Operations/CEO
jhedin@ceres-lab.com
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Section I: Sample Inventory

Ceres Sample ID: Sample ID Date Received Collection Date &Time
19444-001 Pear Gate 30L 4/29/2025 4/24/2025 12:54
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Section II: Data Summary

Page 3 of 10



e CERES Analytical Laboratory, Inc.

EPA Method 1613

Quality Assurance Sample
Method Blank

Project ID: 25D2231

Ceres Sample ID: 0-3480-MB
QC Batch #: 3480
Matrix: Drinking Water
Sample Size: 1.000 L

Date Received: NA
Date Extracted: 5/5/2025
Date Analyzed: 5/5/2025

Analyte Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers
2,3,7,8-TCDD ND< 4.27 4.10 5.00 13C-2378-TCDD 74.5 31-137
CRS
37Cl4-2378-TCDD 72.3 42-164
EMPC - Estimated Maximum Possible Concentration due to ion abundance
ratio failure.
(a) - Lower control limit - Upper control limit
Analyst: JMH Reviewed by: BS
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CERES Analytical Laboratory, Inc.

EPA Method 1613
Quality Assurance Sample Ceres Sample ID: 0-3480-OPR Date Received: NA
Ongoing Precision and Recovery QC Batch #: 3480 Date Extracted: 5/5/2025
Matrix: Drinking Water Date Analyzed: 5/5/2025
Project ID: 25D2231 Sample Size: 1.000 L
Analyte Conc. (ng/mL) Limits (a) Labeled Standards % Rec. Limits (a)
2,3,7,8-TCDD 10.5 7.3-14.6 13C-2378-TCDD 4.7 25-141
CRS
37Cl4-2378-TCDD 85.0 37-158
(a) Limits based on method acceptance criteria.
Analyst: JMH Reviewed by: BS
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e CERES Analytical Laboratory, Inc.

EPA Method 1613
Client Sample ID: Pear Gate 30L
Project ID: 25D2231 Ceres Sample ID: 19444-001 Date Received: 4/29/2025
QC Batch #: 3480 Date Extracted: 5/5/2025
Date Collected: 4/24/2025 Matrix: Drinking Water Date Analyzed: 5/5/2025
Time Collected: 12:54 Sample Size:  1.024 L
Analyte Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers
2,378TCDD  ND< 401 410 488 13C-2378-TCDD 72.4 31-137
CRS
37Cl4-2378-TCDD 85.1 42-164
EMPC - Estimated Maximum Possible Concentration due to ion abundance
ratio failure.
(a) - Lower control limit - Upper control limit

Analyst: JMH Reviewed by: BS
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Section VI: Sample Tracking
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SUBCONTRACT ORDER

Clinical Laboratoty of San Bernardino

25D2231
SENDING LABORATORY: RECEIVING LABORATORY:
Clinical Laboratoty of San Bernardino Ceres Analytical Laboratory, Inc.
21881 Barton Road 4919 Windplay Dr., Ste. 1
Grand Terrace, CA 92313 El Dorado Hills, CA 95762
Phone: 909.825.7693 Phone :(916) 932-5011
Fax: 909.825.7696 Fax:

Project Manager: Isabel Navarro

Please email results to Project Manager:  Isabel Navarro
P navarro@clinical-lab.com [ ] styles@clinical-lab.com [ ] jhernandez@clinical-lab.com [ ] mendiola@clinical-lab.com

CLIP transfer those samples with PS codes provided K] Yes [ ]No

Water Trax Upload Client: [ 1Yes [x No

GeoTracker Upload Client: [1Yes [KNo

MDL's / ] Flags [ ]Yes [x]No

UCMR CDX Upload [ 1Yes [} No
Turn Around Time [} 10 Days [ ] 5Days [ ] Other __ Days

Subcontract Comments:

Analysis Comments
Sample ID: Pear Gate 30L / 25D2231-01 Sampled: 04/24/25 12:54 PS Code: CA1310005_001_001
Ground Water WTX ID:

1613 Dioxins TCDD DW
Containers Supplied:
1 L Amber Glass Na Thio EPA 1613 (A) 1 L Amber Glass Na Thio EPA 1613 (B)

oo 1158 w-ssrtion MG [L/A25 1197

Released By Date / Time RLCCYVCd By Dké / 'Time
Released By Date / Time Recetved By Date / Time
Released By Date / Time Received By Date / Time

Samples Received on () Wet Ice () Blue Iee () No Ice Recetved Temp () (C)
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Sample Receipt Check List Logged by: E’ﬂ %i (initials)

Ceres ID: [7444

Date/Time:,%ZQZ/QB ” ;E?:?

Client Project IDQE 0 22; I

-/

Received Temp: I<L o
Acceptable: n@/ N

Chain of Custody Relinquished by signed?

Chain of Custody Received by signed? @/ N
Custody Seals? Present? Y/N
Intact? Y/N

NA: @

Unlabeled / Illegible Samples

Proper Containers:

Preservation Acceptable (C ical or Temperature)?

Drinking Water, Sodium Thiosulfate present?
Residual C1?

Aqueous sample pH: ;

ist COC discrepancies:

| List Damaged Samples: /

Rev 9 Form A5.0

Effective Date: 3/19/18
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Section VII: Qualifiers/Abbreviations

d Concentration found below the lower quantitation limit but greater
than zero.

B Analyte present in the associated Method Blank.

E Concentration found exceeds the Calibration range of the
HRGC/HRMS.

This analyte concentration was calculated from a dilution.

The concentration found is the estimated maximum possible
concentration due to chlorinated diphenyl ethers present in the

sample.
H Recovery limits exceeded. See cover letter.
* Results taken from dilution.
I Interference. See cover letter.
Conc. Concentration Found
DL Calculated Detection Limit
ND Non-Detect
% Rec. Percent Recovery
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CL-SB

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Imperial Irrigation District Project: Holtville, City of Work Order: 25G2150
P.O Box 937 Sub Project: July Q3 Received:  07/25/25 13:15
Imperial CA, 92251 Project Manager: Steve Charlton Reported:  08/26/25

Pear - Gate 30L 25G2150-01 (Water) Sample Date:  07/24/25 12:10 Sampler:  Bryan Blowney
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Semi-Volatile Organic Analyses / EPA 504

Ethylene Dibromide (EDB) EPA 504.1 ND 0.020 0.05 ug/L 08/07/25 08/08/25 2532147
Dibromochloropropane (DBCP) EPA 504.1 ND 0.010 0.2 ug/L 08/07/25 08/08/25 2532147
Synthetic Organic Analyses / 1,2,3-TCP
1,2,3-Trichloropropane SRL ND 0.0050 0.005 ug/L 08/01/25 08/02/25 2531186
524M-TCP

Synthetic Organic Analyses

Endrin EPA 508.1 ND 0.10 2 ug/L 07/30/25 08/14/25 2533003
Lindane (gamma-BHC) EPA 508.1 ND 0.20 0.2 ug/L 07/30/25 08/14/25 2533003
Methoxychlor EPA 508.1 ND 10 30 ug/L 07/30/25 08/14/25 2533003
Toxaphene EPA 508.1 ND 1.0 3 ug/L 07/30/25 08/14/25 2533003
Chlordane EPA 508.1 ND 0.10 0.1 ug/L 07/30/25 08/14/25 2533003
Heptachlor EPA 508.1 ND 0.010 0.01 ug/L 07/30/25 08/14/25 2533003
Heptachlor Epoxide EPA 508.1 ND 0.010 0.01 ug/L 07/30/25 08/14/25 2533003
Hexachlorobenzene EPA 508.1 ND 0.50 1 ug/L 07/30/25 08/14/25 2533003
Hexachlorocyclopentadiene EPA 508.1 ND 1.0 50 ug/L 07/30/25 08/14/25 2533003
Polychlorinated Biphenyls (PCBs) EPA 508.1 ND 0.50 0.5 ug/L 07/30/25 08/14/25 2533003
Surrogate: 4-4'-Dichlorobiphenyl EPA 508.1 89 % 07/30/25 08/14/25 2533003
Dalapon EPA 515.4 ND 10 200 ug/L 08/07/25 08/18/25 2532142
2,4,5-TP (SILVEX) EPA515.4 ND 1.0 50 ug/L 08/07/25 08/18/25 2532142
Bentazon (BASAGRAN) EPA 515.4 ND 2.0 18 ug/L 08/07/25 08/18/25 2532142
Picloram EPA515.4 ND 1.0 500 ug/L 08/07/25 08/18/25 2532142
2,4-D EPA 515.4 ND 10 70 ug/L 08/07/25 08/18/25 2532142
Pentachlorophenol (PCP) EPA515.4 ND 0.20 1 ug/L 08/07/25 08/18/25 2532142
Dinoseb (DNBP) EPA 515.4 ND 2.0 7 ug/L 08/07/25 08/18/25 2532142
Surrogate: 2,4-Dichlorophenylacetic acid EPA 5154 93 % 08/07/25 08/18/25 2532142
Alachlor (ALANEX) EPA 525.2 ND 1.0 2 ug/L 08/03/25 08/14/25 2533009
Atrazine (AATREX) EPA 525.2 ND 0.50 1 ug/L 08/03/25 08/14/25 2533009
Benzo(a)pyrene EPA 525.2 ND 0.10 0.2 ug/L 08/03/25 08/14/25 2533009
Diethylhexylphthalate (DEHP) EPA 525.2 ND 3.0 4 ug/L 08/03/25 08/14/25 2533009
Di(2-ethylhexyl) adipate EPA 525.2 ND 5.0 400 ug/L 08/03/25 08/14/25 2533009
Molinate (ORDRAM) EPA 525.2 ND 2.0 20 ug/L 08/03/25 08/14/25 2533009
Simazine (PRINCEP) EPA 525.2 ND 1.0 4 ug/L 08/03/25 08/14/25 2533009
Thiobencarb (BOLERO) EPA 525.2 ND 1.0 70 ug/L 08/03/25 08/14/25 2533009
Surrogate: 1,3-dimethyl-2-nitrobenzene EPA 525.2 107 % 08/03/25 08/14/25 2533009
Surrogate: Perylene-d12 EPA 525.2 98 % 08/03/25 08/14/25 2533009
Surrogate: Triphenylphosphate EPA 525.2 101 % 08/03/25 08/14/25 2533009
Oxamyl (VYDATE) EPA531.1 ND 20 50 ug/L 08/15/25 08/15/25 2533242
Carbofuran (FURADAN) EPA 531.1 ND 5.0 18 ug/L 08/15/25 08/15/25 2533242
Glyphosate EPA 547 ND 25 700 ug/L 08/01/25 08/01/25 2531166
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CL-SB

Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Imperial Irrigation District Project: Holtville, City of Work Order: 25G2150
P.O Box 937 Sub Project: July Q3 Received:  07/25/25 13:15
Imperial CA, 92251 Project Manager: Steve Charlton Reported:  08/26/25

Pear - Gate 30L 25G2150-01 (Water) Sample Date:  07/24/25 12:10 Sampler:  Bryan Blowney
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Synthetic Organic Analyses

Endothall EPA 548.1 ND 45 100 ug/L 07/28/25 07/30/25 2531035
Diquat EPA 549.2 ND 4.0 20 ug/L 07/29/25 08/14/25 2531069
ND Analyte NOT DETECTED at or above the reporting limit

Y=<

Isabel Navarro

Project Manager
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CERES Analytical Laboratory, Inc.

1919 Windplay Dr: Suite 1, El Dorado Hills, CA 95762

August 6, 2025 Ceres ID: 19799

Clinical Laboratory of San Bernardino
21881 Barton Road
Grand Terrace, CA 92313

The following report contains the results for the one drinking water sample received
on July 30, 2025. This sample was analyzed for 2,3,7,8-TCDD by EPA method 1613.
Routine turn-around time was provided for this work.

This work was authorized under your Subcontract Order # 25G2150.

Continuing Calibration Verification (CCV) Requirements
All associated calibration verification standard(s) (CCV) met the acceptance criteria.

The report consists of a Cover Letter, Sample Inventory (Section I), Data Summary
(Section II), Sample Tracking (Section VI), and Qualifiers/Abbreviations (Section
VII). Raw Data (Section III), Continuing Calibration (Section IV), and Initial
Calibration (Section V) are available in a full report (.pdf format) upon request.

If you have any questions regarding this report, please feel free to contact me at
(916)932-5011.

Sincerely,

[Lorrto=

James M. Hedin
Director of Operations/CEO
jhedin@ceres-lab.com
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Section I: Sample Inventory

Ceres Sample ID: Sample ID Date Received Collection Date &Time
19799-001 Pear - Gate 30L 7/30/2025 7/25/2025 12:10
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Section II: Data Summary
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e CERES Analytical Laboratory, Inc.

EPA Method 1613

Quality Assurance Sample
Method Blank

Project ID: 25G2150

Ceres Sample ID: 0-3554-MB
QC Batch #: 3554
Matrix: Drinking Water
Sample Size: 1.000 L

Date Received: NA
Date Extracted: 8/4/2025
Date Analyzed: 8/5/2025

Analyte Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers
2,3,7,8-TCDD ND< 3.78 2.46 5.00 13C-2378-TCDD 78.3 31-137
CRS
37Cl4-2378-TCDD 85.8 42-164
EMPC - Estimated Maximum Possible Concentration due to ion abundance
ratio failure.
(a) - Lower control limit - Upper control limit
Analyst: JMH Reviewed by: BS
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CERES Analytical Laboratory, Inc.

EPA Method 1613
Quality Assurance Sample Ceres Sample ID: 0-3554-OPR Date Received: NA
Ongoing Precision and Recovery QC Batch #: 3554 Date Extracted: 8/4/2025
Matrix: Drinking Water Date Analyzed: 8/5/2025
Project ID: 25G2150 Sample Size: 1.000 L
Analyte Conc. (ng/mL) Limits (a) Labeled Standards % Rec. Limits (a)
2,3,7,8-TCDD 10.6 7.3-14.6 13C-2378-TCDD 89.2 25-141
CRS
37Cl4-2378-TCDD 91.7 37-158
(a) Limits based on method acceptance criteria.
Analyst: JMH Reviewed by: BS

Page 5 of 10



e CERES Analytical Laboratory, Inc.

EPA Method 1613
Client Sample ID: Pear - Gate 30L
Project ID: 25G2150 Ceres Sample ID: 19799-001 Date Received: 7/30/2025
QC Batch #: 3554 Date Extracted: 8/4/2025
Date Collected: 7/25/2025 Matrix: Drinking Water Date Analyzed: 8/5/2025
Time Collected: 12:10 Sample Size:  1.016 L
Analyte Conc. (pg/L) MDL RL Qual. Labeled Standards % R LCL-UCL (a) Qualifiers
2,3,7,8-TCDD ND < 4.55 2.46 4.92 13C-2378-TCDD 80.6 31-137
CRS
37Cl4-2378-TCDD 100 42-164
EMPC - Estimated Maximum Possible Concentration due to ion abundance
ratio failure.
(a) - Lower control limit - Upper control limit

Analyst: JMH Reviewed by: BS
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Section VI: Sample Tracking
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SUBCONTRACT ORDER

Clinical Laboratory of San Bernardino

25G2150

SENDING LABORATORY:

Clinical Laboratoty of San Bernardino
21881 Barton Road

Grand Terrace, CA 92313

Phone: 909.825.7693

Fax: 909.825.7696

Project Manager: Isabel Navarro

RECEIVING LABORATORY:

Ceres Analytical Laboratory, Inc.
4919 Windplay Dr., Ste. 1

El Dorado Hills, CA 95762
Phone :(916) 932-5011

Fax:

Please email results to Project Manager:  Isabel Navarro
B navarro@clinical-lab.com [ ] styles@clinical-lab.com

CLIP transfer those samples with PS codes provided
Water Trax Upload Client:

[ ] jhernandez@clinical-lab.com

[ ] mendiola@clinical-lab.com

GeoTracker Upload Client:

MDL's / ] Flags
UCMR CDX Upload
Transfer Files

Turn Around Time
Subcontract Comments:

Analysis

X Yes [ ] No
[ ]1Yes Dd No
[]Yes [X]No
[ 1Yes [x]No
[ ]Yes No
[ 1Yes No

‘{ﬁl() Days [ ] 5Days [ ] Other __ Days

Comments

Sample ID: Pear - Gate 30L / 25G2150-01

Sampled: 07/25/25 12:10 PS Code: CA1310005_001_001

Water WTIX ID:
1613 Dioxins TCDD DW
Containers Supplied:
1 L Amber Glass Na Thio EPA 1613 (A) 1 L Amber Glass Na Thio EPA 1613 (B)
- - g e b
TP 7 sam005  H-H 7136 195 1ph
Released By Date / Time Redeived By Date / Yime
Released By Date / Time Received By Date / Time
Released By Date / Time Received By Date / Time
Samples Received on () Wet Ice () BlueIce () No Ice Received Temp (F) (C)
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Sample Receipt Check List Logged by: ( ﬂ N (initials)

Ceres ID: 1 q 77(?

Date/TimeZZ/gg /@ }/:m

Client Project IDIZB 62’ %

Received Temp: Olg °C
Acceptable: (Y// N

Chain of Custody Relinquished by signed? @/ N
Chain of Custody Received by signed? @/ N
Custody Seals? Present? Y/N
Intact? Y/N

" D

Unlabeled / Illegible Samples

Proper Containers:

Preservation Acceptable (Chemical or Temperature)?
———

Drinking Water, Sodium Thiosulfate present?
Residual C1?

Aqueous sample pH: | ;

List COC discrepancies:

ist Damaged Samples:

Rev 9 Form A5.0

Effective Date: 3/19/18
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Section VII: Qualifiers/Abbreviations

d Concentration found below the lower quantitation limit but greater
than zero.

B Analyte present in the associated Method Blank.

E Concentration found exceeds the Calibration range of the
HRGC/HRMS.

This analyte concentration was calculated from a dilution.

The concentration found is the estimated maximum possible
concentration due to chlorinated diphenyl ethers present in the

sample.
H Recovery limits exceeded. See cover letter.
* Results taken from dilution.
I Interference. See cover letter.
Conc. Concentration Found
DL Calculated Detection Limit
ND Non-Detect
% Rec. Percent Recovery
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Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

CL-SB

Imperial Irrigation District
P.O Box 937
Imperial CA, 92251

Project: Holtville, City of
Sub Project:

Project Manager: Steve Charlton

Work Order: 25J3019
Received:  10/30/25 17:10
Reported:  11/06/25

Pear - Gate 30L 25J3019-01 (Water) Sample Date:  10/29/25 11:00 Sampler: R.C.

Analyte Method Result Rep. Limit MCL Units Prepared Batch Qualifier
General Chemical Analyses

MBAS SM 5540C ND 0.10 05 mg/LLAS,  10/31/25 2544181

mol wt 342

Metals

Manganese (Mn) EPA 200.7 ND 20 50 ug/L 11/03/25 2545021
ND Analyte NOT DETECTED at or above the reporting limit
Isabel Navarro
Project Manager
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